VICE CHANCLELLOR FOR
FINANCE AND ADMINISTRATION

300 SOUTH BUILDING T gry.u62. 3795
CAMPUS BOX 1oon Foig.gnz.otgy
CHAPEL HILL, NC 27590-1000 www.unc.edu/financeadmin

February 16, 2015

Air and EPCRA Enforcement Branch
U.S. EPA — Region [V

61 Forsyth Street

Atlanta, Georgia 30303

Subject: Annual Title V Compliance Certification
The University of North Carolina at Chapel Hill
Chapel Hill, North Carolina
Title V Air Permit No. 03069T32

Dear Sir/Madam:

Please find enclosed two (2) copies of the Title V Annual Compliance Certification for calendar
year 2014 for The University of North Carolina at Chapel Hill. This compliance certification
covers the period from January 1, 2014 through December 31, 2014. The compliance
certification for this period includes the N.C. Division of Aijr Quality's (DAQ) Annual
Compliance Certification Form, Compliance Summary Report (table), and Deviation Summary
Report. Two Semi-Annual Summary Reports of monitoring, recordkeeping, and reporting
activities for the same reporting period were submitted separately to Stephen Hall, NC DENR
Department of Air Quality, on July 15, 2014 and January 16, 2015.

Sincerely,

Enclosures



Division of Air Quality
Annual Compliance Certification Form'

Facility Name: The University of North Carolina at Chapel Hill
Facility Location: Chapel Hill, North Carolina

Facility ID No: 6800043

Title V Permit Number: 03069132

Start of Reporting Period:  January 1. 2014
End of Reporting Period: December 31, 2014

————————————— e
e e

Compliance Statement (Check only one of the following options)

. During the reporting period specified above, this facility was in compliance with all terms and conditions
identified in the above referenced Title V Operating Permit. As such, there were no deviations?, excess

emissions events, or other reportable incidents including those attributable to equipment malfunction,
breakdown, or upset conditions.

X During the reporting period specified above, this facility was in compliance with all terms and conditions
identified in the above referenced Title V Operating Permit, EXCEPT for the deviations? identified in the
pages attached to this form. For each permit deviation, the following information is included:

I. Emissions unit/control device identification number(s); -

2. Specific permit condition number with a summary of the applicable requirements.

3. Description of any deviations from the applicable requirements including those attributable to
malfunctions;’breakdowns;’upset conditions;

4. Method used to determine facility’s compliance status with the specific permit condition;

3.

Dates and durations for each episode involving deviation from the applicable requirements;

6. Identification of the probable cause for the specified deviations and any corrective action or
preventative measures implemented; and

7. Dates of any previously submitted reports which identified the applicable deviations.

Is the above information different from what is indicated on your most recent Title V Report (i.e. last Semi-Annual
Monitoring Report, Annual Emissions [nventory, etc)? Yes _  NoX

Are you submitting this Annual Compliance Certification form to also fulfill a Title V Semi-Annual Monitoring
reporting requirements? If so, this certification must be submitted by January 30. Yes __  No X

Certification by Responsible Official

Based on information and belief formed after reasonable inquiry, the undersigned certifies under penalty of law that
all information and statements provided in this form (including any attachments) are true, accurate, and complete.

g
/

(Date)
Matthew M. Fajack
Chancelior for Finance and Administration
Name: : Title: RT—
(Type or Print) (Type or Print)

' Annual compliance certifications arc required pursuant 1o federal rule 40 CFR 70.6 (c), state rules 15A NCAC Sections 2Q.0508(t) and 2Q.0508(bb), and Scclu]u S = Gcnclml _(‘nndilia.n I of the
Title ¥V Operating Permit. A copy of each annual compliance certilication is Lo be submitied 1o both the North Carolina Division of Air Quality and the U.S EPA (U5 LEPA Region 4, Air
Enforcement Scction, Mail Code:4APT-AEER, 61 Forsyth Street S.W., Atlanta, GA 30303)

? For the purposes of this form, the team *deviation' means any actiun or circumstances nol in accordance with the terms and conditions o the Tille V Opf:ruling_ Permit 'u_:c!udmg Ihu»c_:‘:llrubul.-:bic
10 couif Ifunction, breakd « or upset conditions andfor excess emissions events. The acknowledgement of deviations from specific permit req wents is not ily an
k ledy of a violation, 11 . failure to report any and all deviations may constitute a violation of the Title V Operating Permit and the underlying emission standard,




Fac |D# 8800042
Permit # 030066T30

University of Noith Carolina at Chapel Hill
General Conditions Summary

North Carolina Department of Environment and Natural Resources

Division of Air Quality
COMPLIANCE SUMMARY REPORT

For Calendar Year 2014

Terms and Conditions

| Records Was Deviation a non-
e - Source ar Contral ‘ 5 Deviations? T £ e Metbod(s) of Determining
FrstonSonree Datditie Device ID Number(s) _vn:.“.u._m_ﬂﬂh:en Condition Summary (Yes/ No) H“ﬂhﬂznﬂu GEW.__“WB_HE. Compliance Status Commeats
| Particulate enssions shall not exceed
prorated rate based on cquation in _
Boiler #6 Es 601 21A0a |comments 2D 0503¢2) NO YES NA coms Ee={0.276)Quw) + (0. 174 Qi
Emission testing shall comply with General
_wa_a #5 E5-001 21.A.1b _|Condition JJ [2D 0501(e)(3)] NO YES N/A Recordkeeping
Monthly nat. gas use shall be recorded [20
Boiler #6 ES-001 21Ale 0508(6) NO YES N/A Recordkecping
Fuel usage summary reports shall be
4?__& #5 ES-001 21A1d _fsubmitted semi-annually [2Q .0508(f)] NO YES N/A Recordkeeping
Permittes shall comply with all applicable
Boiler #6 ES-001 21A2a rovisions in Subpart Db [2D 0524) NO YES N/A CEMS/Recordkeeping
PM emissions shall not exceed 0.051
Ih/MMBtu when fining coal, or 0.10
Ib/MMBtu when firing wood alane or in
combination with FO#2 or natural gas
Bailer #6 ES-001 21A2b [2D .0524] NO YES NiA COMS
802 emissions shall not exceed 10 percent
of potential emitsion rate or 0.2
IMMBtu, and shall not contain SO2 in . .
excess of formula in comments (2D .0524] Es = (KaHa + KbHb) / (Ha + Hh)
;En— #E ES-001 21A2e NO YES NIA CEMS
NUOx emussions shall not exceed 0.6
lbMMBr when firing coal caly
Buoiler #6 ES-001 21A2di [2D .0524] NO YES N/A CEMS
NOx emissions shall not exceed 0.1
Ib/MMBru when firing FO #2 or natural
Batler #6 ES-001 21A2dii D .0524) NO YES N/A CEMS
NOx emissions shall not be in excess of
formula listed in comments when firing En= (ELgoHgo + ELcHe) /
ES-001 2.1A2dii Jeombined fucls [2D .0524] NO YES N/A CEMS (Hgo + He)
Visible emissions shall not exceed 20
peroent opacity when averaged over a six
ES-00 2.1.A2¢c  |minute period [2D 0524 NO YES N/A CEMS
. NO, and]
ES-001 21LA2F city [2Q .0503(f)) NO YES N/A CEMS
Daily use of all fuels shall be recorded
ES-001 21A25 |when firing coal or oil [2Q .0508() ND YES N/A Recordkeeping
Excess emission reports shall be submitted
ES-001 20A2hi |quantery [2Q .0508 NO YES N/A ___ Recordkeeping
shall be maintained for two years
ES-001 2.1.A2hii |[20 0508 NO YES N/A Recordkeeping
802 shall not exceed 2,3 [W/MMEm [2D
ES-001 21A3a 0516 NO YES WA CEMS
Emission testing shall comply with General
ES-001 2.1A3b Coadition JJ {2} .0508(6)] NO YES NIA ___ Recordkeeping
Monthly nat. gas use shall be recorded [2Q
ES-001 2.1A3c 508 NO YES NA Recordkecping
i—ﬂ.ﬁg reports shall be
ES-001 2.1A3d submitted semi-annually [2Q .0508(f)] NO YES NIA Recordkeeping
Must comply with Scction 112(j) MACT Comply with Federal Boiler MACT
ES-001 2.1Ada rovisions until 522/2019 [2D .1109] NO YES NA Recordkeeping begirning §/23/201%
[ust comply with 112{1} HAF Timits listed
ES-001 2.1A4b i i NO YES N/A Performance Tests
ES-001 2144 NO YES NiA __ Recordkeeping
ES-001 21444 NO YES N/A COMS
JwanE injection operaung limit not yer
ES-001 11Ade NO N/A NIA CPMS E ed i permit
ES-D01 21A40 NO YES NIA Recordkeeping
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Fac |D# 6800043 University of North Carolina at Chapael Hill
Permit # 030088730 Genaral Conditions Summary
Terms and Conditions b
—— Records Was Devintion a non- .
2 - Source or Control Deviations? el 4 . Method(s} of Determining
Emission Souree Description : Permit Condition = Maintained? complisnce issue? : Comments
Device 1D Number{s) Number Condition Summary (Yes / No) (YesiNo/NA) {Yes / No) Compliance Statos
Conduct infial performance test within 180-] Initial testing performed July 9-10,
Boiler #6 ES-001 21Ad4g T_Nuu of compli date [2D 1109} NO YES NiA Recordkeeping 2013
[Sorbent njection monrtored during
Establish sorbent injection operating limit 12/17-18/14 testing performed at
Boiler #6 ES-001 21.A4h  |during performance test [2D .1109] NO YES N/A Recordkeeping >00% bailer load
Submit permit application for sorbent
dinjection operating limit within 60-days of DAQ approval of 12/17-18/14 test
Boiler #6 ES-001 21LA4hi  [DAGQ approval of test [2D .1109] NO NiA N/ N/A E
__n previous testing used to set sorbent
ing limit, submit application prior to Eﬂ.ﬁ:ﬁuﬁ not used 10 set sorbent
ES-001 2.1.A4hii compliance date [2D .1109] NO N/A N/A NiA injection limit -
Conduct additional annual performance tast 15t annual CO test not completed
every 11-13 months, with test report 1o within 11-13 months (see Deficiency
ES-001 21.A4i _u_}w within m?n_bm [2D .1109] YES YES NO wooo-n_rlnom_.__u r_w.ln@u
Less froquent testing, if 3 consecutive tests
ES-001 21A400 are <20% of limits [2D .1109] NO N/A N/A NIA
1£ 3 consecutive fests are <80% of limits,
ES-001 2.1.Adiii .110g9] NO NIA N/A N/A
imuts, EE&
ES-001 2.1.A4.iiii NO N/A N/A MIA
-days
ES-001 2.1.A4j :.g_.aiu_y_ test [2Q 0508(£)] NO YES NIA
2 CEMs 20}
ES-001 21A4k N/A NIA NIA
€O CEMS must be installed and operated
ES-001 21A4ki P53 or PS4A [2Q 0308{f) N/A NIA NiA NIA
Must conduct performance evaluation nm
ES-001 2.1A4kii CO CEMS [20Q L0508(0] N/A NfA NiA NIA
co nmgm must no..a_u_nn one cycle of
ES-001 21.A4ki fo h NIA N/A N/A NIA
per 40 CFR
ES-001 21 Adkiv. NiA NIA MiA NiA
_ ES-001 2lAdky. NIA NFA NiA NIA
Boiler #6 ES-001 2 LA4kV. N/A WA NIA NiA
(CEMs repair, 1M, QA/QC, or <50%
Boiler #6 E5-001 2.1 Adkvii. |source operating load 20 .ouow_m: NIA NiA N/A NiA
A 30-day avg. CO emission rate above CO
Boiler #6 ES-001 2.1 Adkvii, i MNIA MNA NIA NIA
uscd DAT approval of THTT- T [ test
Bailer #5 ES-D0| 2140 CO CEMS [2Q .0508(f)] NO YES N/A
Must install and operate an opacity CO)
Boiler #5 ES-001 2.1LA4m__|[2Q.0508¢f) NO YES NiA
must be installed and operated per
Boiler #6 ES-001 21A4mi_ [PS] (20 .0508(f) NO YES NIA
(Must conduct performance evaluation of
Bailer #6 ES-00] 21 A4dmii NO YES MA
operation every 10-sec and record 6-min,
Boiler #6 ES-001 2LA4miii|averages [2Q .0508(f)] ND YES NIA
data must reduced per 40 CFR
Boiler #6 ES-001 21 A4miv. |63, E.B..B_mo EcmB_ NO YES NIA
Monitor opacity S_ES.EU.QR.E during
| Bailer #6 ES-00] 2LAAmy. [COMS repair, /M, QA/QC [20 .0508(f)] NO YES NIA
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Fac |D# 8600043
Pemmit # 0300688T30

University of North Carolina at Chape! Hill
General Conditions Summary

Terms and Conditions

Records

Was Deviation a non-

i _— Source or Control Deviations? 5 - Method(s) of Determining
Emission Source Description 3 Permit Condition . Maintained? compliance issue? i Comments
Device ID Numberis) Number Condition Summary (Yes | No) (YexNoNA) {Yes | No) Compliance Status
QAL procedures and
. acceptance criteria in the monitoring plan
Bailer 46 ES.00] 21Admvi. |[20Q 0508(f)] NO YES NIA Recordkecping
Operate COMS per monitoring plan and
Boiler #5 ES-001 2.1.A4mvii. Jreport out-of-control rimes (20 0508 NO YES NIA Recordkeeping
; Record all 6-min. avg, opacities for all
Boiler 46 ES-001 21A4myiii, |COMS in-contral periods (2Q 0508(f)] NO YES NIA Recor
) Must install and operate a sorbent injection
Boiler 46 ES-001 2.1A4n. |CPMS [2Q 0508(f) NO YES N/A Recordkeeping
Sorbent CPMS must be located to provide
Boiler #6 ES-001 21A4ni resentative data (20 .0508(0) NO YES NiA Recor in
Install and calibrate sorbent CMPS per
|Boiler #6 ES-001 21.Ad4nii fmanufacturer instructions [2Q .0508(R)] NO YES NiA Recordkeeping
Calibrate sorbent CMPS annually per
Boiler #6 ES-001 2.1.Adnii _|manufacturer instructions {20 .0508, NO YES N/A Recordkeeping
CPMS must complete one cyele of
Boiler 46 ES-001 2.1.A4niv._ Joperation every 15-mimutes[2Q .0303(f)) NO YES N/A Recordkeeping
|Monitor continously except during CPMS x
Boiler 46 ES-00} 21A4ny.  |repair, UM, QA/QC [2Q .0508(R) NO YES N/A Recordkecping
Do not use data chtained during CPMS
Bailer #6 ES-001 2.1.A4nvi.  |repair, M or ANQC [2Q .omcg_. NO YES N/A Recordkeeping
culate 3-hr block average Injection rates
Boiler #6 ES-001 21 Ad4nvi. |20 0508(R)] NO YES MIA Recordkeeping
Keep record of all CPMS 1M, QA/QC,
Boiler #6 ES-001 2.1A 4 nviii._jand repair activitics [2Q .0S08(f) NO YES NIA ___Recordkeeping
A 3-br block avg. injection rate below the Sorbent injection operating limit not yet)
Boiler #6 ES-G01 2.1.A4nic ing limit is a violation [2Q .0508(] NO NiA NIA N/A inco; into it
no
CEMS/CPMS menitoring, conduct annual This cperating scenario did not oceur
Boiler #6 ES-001 21 Ad40 LM [20 .0303(0)] NO YES NIA wﬂoo_.awﬂmw_m in 2014
and clean bumers as necessary [200
Boiler #6 ES-001 21.A40i |.0508(H NO YES N/A Recordkeeping
Inspect and adjust flame pattern as
Boiler #6 ES-001 2.1.A40ii.  |occessary [20 .05 08(6)] NO YES NiA w.nouawulnmm.
pect and clean bumers as necessary [2Q)
Boiler #6 ES-001 21.Ad4 00 |.0508(A] NO YES NIA Recordkeeping
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Fac ID# 8800043 University of North Carolina at Chapel Hill
Permit # 030068T30 General Cenditions Summary
Terms and Conditions i
Emission Source Description Saurce or Cantrol Permit Conditios Deviations? 3”“””% A”-M_n_”“””“.““? Method(s) of Determiniag Comments
i n . . ? :
Device ID Number{s) Rt Condition Summary (Yes ! No) (YeyNa/NA) (Yes/ No) Compliance Status
Conduct at leasr one annual tuneup per
Boiler #6 ES-001 2.1.Adoiv.  |year [2Q 0508(f)] NO YES NIA Recordkesping
eep records of all boiler UM and repair
Boiler #6 ES-001 21A4p. |activities [2Q .0508(f)] NO YES NiA Recordkeeping
records must record date of each UM
Boiler #6 ES-001 2.1A4pi |action [2Q .0508(0] NO YES NiA ___Recondkeeping
A records must record results of cach
Boiler #6 ES-001 2.1.A4.pii. ion action [2Q .0508 NO YES NIA Recordkeeping
UM records must record results of cach
Boiler #6 ES-001 2.1.A4.piii. i i NO YES NIA _ Recordkeeping
ons including
(Netification of Compliance Status [20
Boiler #6 ES-001 21Adq. .0308(f)] NO YES N/A Recordkesping
Records of all performance tests or other
Boiler #6 ES-001 2.1.Ad4r __|compliance demenstrations [2Q 0508(f)] NO YES NA Recondkeeping
ccords for EMS, M
Boiler #6 ES-001 21A4s5  |[2Q.0508(5)] NO YES NiA Recordkeeping
Records of all measurcments 1o )
Boiler #6 ES-001 21 A4si. demonstrate compliance [2Q .0508(f)] NO YES NIA E
rds MS out-of-coatrol pernods
Boiler 46 ES-001 2 1A 45 NO YES NIA Recordkeeping
r| calibration checks [2Q
Boiler #6 ES-001 2. 1A 4 il NO YES NiA Recordkesping
Records of all adjustments and
Baoiler 46 ES-001 2.1.A.4.5iv. |maintenance on CMS [2Q .0508 NO YES N/A Recor iny
: of monthly useage of all fuels [20Q
Amo___o. (13 ES-001 2.1.A41  |.0508(1)] NO YES N/A Recordkeeping
If permittee limits any 12-mo. avg. fuel use
to <10% of HI, maintain fucl-specific No fuels are permitted for <10%
Bailer #6 ES-001 2.1 A4 records menthly [2Q .050: NIA NIA NIA WA annual HI
el use by source during
Boiler #6 ES-001 2.1A4.ui |previous month [2Q 0508(H) NIA NiA NIA N/A
Caleulate the 12-month average heat input
Boiler #6 ES-001 21 Aduii rm_un cach fuel monthly [20G .05 0E(R] NiA NiA MIA N/A
Must submit a Notification of Compliance
Status (NOCS) within 60-days of
Boiler #6 ES-001 21Ady NO YES N/A __ Recordkeeping NOCS submitted on 9/9/2013
Boiler #6 ES-001 2.0A4vi, NO YES NIA Recordkeeping
Boiler 66 ES-001 2 1A 4w NO YES N/A _Recordkesping
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Fac ID# 8800043
Permit # 030088730

University of North Carolina at Chapel Hill
General Conditions Summary

Terms and Conditions 1l
. _ Souree or Contral 7 : Deviations? H.nno_ﬂu W U«w._-__em L0 Method(s) of Determining
Emission Source Description Device 1D Number(s) Permit Condition - (Yes / No) Maintained? tompliance issue? Complisnce Status Comments
m Number Condition Summary L) (Yes/No/NA) (Yes/ No) p A
NOCS must specify whether complying
Boiler #6 ES-001 2. 1A viii. Jwith PM or TSM limits [2Q .0508(f)] NO YES NIA Recordkeeping
NOCS must specify whether performing
Jmn:nq 46 ES-001 2.LAdviv. |stack tests or fuel analysis [2Q .0508(f) NO YES NiA Recordieeping
NOCS must specify whether facility is
Boiler 46 ES-001 21A4vy ing emissi ing [2Q .0508(f)] NO YES N/A Recordkeeping
Boiler #6 ES-001 21 Advvi Jeompliance eerification (20 .0503(f)] NO YES N/A Recordkeeping
NOCS must include CO emissions for CO
Boiler #6 ES-001 2.1.A4.vvii |work practice limit [2Q .0508(f)] RO YES NfA Recordkeeping
NOCS must certify if only n.gas and #2 o1l
Bailer #6 ES-001 2.1A4vvii |are fired in source 20 0508(f)] NO YES NiA Recordkeeping
‘ermuttes must submut semiannoal
Boiler #6 ES-001 2.1.A4w, compliance reports 20 .0508(f)] NO YES NIA Recordkeeping
Semiannual reports must include facility
Bailer #6 ES-001 2.0 Adwi  |name and address [2Q 0503(f)] NO YES NIA Recordkeeping
Semiannual reports must inchude signed
Boiler #6 ES-001 2.1 Adw.ii. |certification by RO [20 0508(f)] NO YES NiA Recordkeeping
Semiannual reports must include date and
Bailer #6 E5-001 2. 1A 4.wiii iod covered b it [2Q .0508()] NO YES NiA __Recordkeeping
ermiannual reports must include monthly
Boiler #6 ES-001 2.1 A4 wiv.  fuel 20) .0508(f) NO YES NiA i
%ﬁlﬂq Recordecpi TZIT7-TE/T4 performance test has oot |
of performance test and operating limits yet been approved by DAQ. Operating |
Boiler #6 ES-001 21 A4wy  |[20 0508(f) NO YES NiA fimits not established.
_ rmﬂauu:. ual reports must inchude statement
Boiler #6 ES-041 2. 1A 4wy |of no new fuels used [2Q bmawmm__ NO YES NiA Recordieeping
Cemiannual reporis must gt any
startup, shutdown, malfunction excess
Boiler #6 ES-001 2.1.A 4w Jemission event (2Q 0535 NO YES NIA Recordkeeping
include statement of no deviations [20
Boiler #6 ES-001 2. 1A 4wviii.|.0508(9)] NO YES N/A Recordkecping
If applicable, semiannual reports should
include statement of no out-of-cantrol
Boiler 46 ES-001 2.1 Adwix__|periods for CMS [2 0508 NO YES N/A Recordkeeping
repaorts must any
from permit requi [2Q
Boiler £6 ES-001 2.1A4wx |.0508 NO YES N/A ___ Recordkeeping
cmissions when burning
wood-fucls based on 80% coal/20% wood
Boiler #6 ES-001 2.1ASa  |mix. [2D 0530() NO YES N/A Recordkecping
testing comply with General
Boiler 6 ES-001 21450 Condition JJ [2D .0508(0)] NO YES N/A Recordkeeping
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Fac ID# 6800043
Permit # 0300668730

University of North Carolina at Chape! Hil
General Conditions Summary

Terms and Conditions
Emission Source Description _uem.m._ E_n—“.ﬂ‘ﬁe.”na_ Permit Condition - Un&-mﬂuu.._ w._—”““”“_nun_w a*n-.”.._.uv_n.ﬁ.-.”oww“h“u Zo_Ma.___«“.n.. _unmﬂ:”_m._m..n Comments
ce 1D Number(s) Noraber Coadition Sommary {Yes/ No) (Yes/No/NA) (Yes/ No) ompliance Status
N0 eaussions shall be caleulated and
recorded annually fer five years [2D
Boiler #6 ES-001 21ASc 0530(a NO YES NiA Recordkeeping
X ENLSSIon
—v within 60-days of cnd of calendar year [2D
Boiler #6 _ES-001 2.1.A54. _0530(a)) NO YES NfA Recordkecping
Particulate emissions shall not exceed
prorated rate based on equation in
Boiler 47 ES-002 21LA1a  |oomments 2D 0503(a)) NO YES NiA coms Ee =[(0.276)Qw) + (0.1 14}Qo)l/s
[Emissian testing shall comply with General
Boiler #7 ES-002 2LALb Condition 1§ [2D 0501(c)(3)] NO YES WA Recordkeeping
Monthly nat. gas use shall be recorded [20)
|Boiter #7 ES-002 21Alc 4_386“ NO YES NiA Recordkeeping
Fuel usage summary reports shall be
Boiler #7 ES-002 2.1.A.1d __|submitted semi-annually [2Q .0508(f)] NO YES N/A Recordkseping
Permiftee shall comply with all applicable
Boiler #7 ES-002 21.A28 rovisions in Subj Db [2D .0524] NO YES NIA ﬁmmeEmmim
emissions not exceed 0,051
Ib/MMBru when firing coal, or 0.10
Ih/MMBtu when firing wood alane or in
combination with FO#2 or natural gas
Boiler #7 ES-002 21A2b [2D .0524] NO YES N/A COMS
802 cmissions shall not exceed 10 percent
of potential emission rate or 0.2
Ib/MMBtu, and shall not contain 502 in
excess of formula in comments (2D .0524] Ltz (Ratien Rbiib) s (e L 1)
Botler #7 ES-002 2.1:A2¢c NO YES MN/A CEMS
(NOx emissions shall not exceed 0.6
Tb/MMBru when finng coal only
Boiler #7 ES-002 21.A2di 2D .0524) NO YES NiA CEMS
NOx ermissions shall not exceed 0.1
IbvdMBru when firing FO #2 or natural
Boiler #7 ES-002 2.0.A.2.dii  [2D .0324] NO YES NIA CEMS
NOx cmissioas shall not be m excess of
formula listed in comments when firing En = (ELgoHgo + ELcHe) /
Boiler #7 ES-002 2.1.A2dii | NO YES N/A CEMS {Hgo + He)
percent opacity when averaged over a six
;woun.—. A7 ES-002 21A2e minute period [2D .0524] NO YES N/A COMS
CEMs shall be installed for SOZ, NOx, and]
Boiler #7 ES-002 21.A2F ity [2Q 0508(0] NO YES NIA CEMS
Daily use of all fuels shall be recorded
w W ES-002 21A2% when firing ecal or oil [20 .0508) NO YES N/A Recordkeeping
Excess emission reports shall be submitted
Boiler #7 ES-002 21A2hi erly [20 .0508(0) KO YES MIA Recordkeeping
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Fac ID# 6800043

University of North Carslina at Chapel Hil

Permit # 030068T30 General Conditions Summary
Terms and Conditions F
. Records Was Deviation 8 non- .
L asis Source or Control R j Deviations? E t Methiod(s) of Determining
D it i 7
Extisda Soares Dateigies Device ID Number(s) EE_“_:MHW_:E * Condition Summary (Yes/ No) H“”“bﬂ_ﬂwv SJ.M..MHHMME =7 Complisnce Status Coméng
Records shall be maintained for two years
Boiler 47 ES-002 21.A2hii 2Q .0508(0)] NO YES NIA Recor ing
SO2 shall not exceed 2.3 W/MMBra [2D
Boiler #7 ES-002 2.1.A3.a 0516) NG YES NiA CEMS
Emission testing shall comply with General
Boiler #7 ES-002 21A3b Condition 1] [2Q .0508(f)] NO YES NIA Recordkeeping
Monthly nat. gas use shall be recorded [2Q
Jmo__u 47 ES-002 21Ade l_ragze NO YES NiA _Recordkeeping
Fuel usage summary reports shall be
Boiler #7 ES-002 21.43d  |submitted semi-annually [2Q .0508(5)] NO YES NIA Recordketping
Must comply with Section 112(j) MACT = Comply with Federal Boiler MACT
Batler #7 ES-002 21A4a provisions until $/22/2019 [2D .1109] NO YES MNIA wﬂ.bmﬁmnm beginning 523/2019
Must comply with [13() HAP lmmts listed
Boiler #7 ES-002 2.0A4b___|in permit [2D 1109] NO YES NIA Performance Tests
Menthly use rates of all fuels shall be
Boiler 57 ES-002 21Ad4c recorded [2D.1109] NO YES MIA _nusauﬂnmmm.
1510le enussions shall not exceed 20
pereent opacity when averaged over a six
{Boiler 47 ES-002 21A4d it i : NO YES MiA COMS
: orhent injection eperating fimit not yet
Boiler #7 ES-002 21 Ade ing limit [2D .1109) NGO NIA NIA CPMS in rated into permit
o testing required for nat. gas and A2 oil
Bailer #7 ES-003 21A41 ! NO YES NIA Recor inj
Conduct intial performance test within 180 Initial testing performed July 9-10,
Boiler #7 ES-002 21A4p liance date [2D .1109] NO YES MiA
Establish sorbent injection operating limit
Boler #7 ES-002 21A4h NO YES MNIA
Submit permit application for sorbent
injection operating limit within 60-days of DAQ approval of 12/17-18/14 test
Baoiler 87 ES-002 21A4hi DA roval of test [2D .1109] NO NiA N/A MNIA report it
If previous testing used to set sorbent
ing limit, submit application prior to Previous testing not used to sot sorbent
—wb_._nn 47 ES-002 2.1.A4hii liance date [2D.1109 NO NIA MN/A NiA injection ting lomit
Conduct additional annual performance test Ist annual CO test not completed.
every 11-13 months, with test report to within 11-13 months (see Deficizncy
Boiler #7 ES-002 2.1A4i  |DAQ within 60-days [2D.1109] YES YES NO __ Recordkeeping Repor)
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Permit # 030068730
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General Conditions Summary

Terms and Conditions o
Emission Source Description mn._.:n or Castro! Permit Condition e Deviations? ZMHM-“_”& Aﬂaﬂﬂ“”” ._.,“.h“.. zavﬂ:&.aanqiarn Comments
Device ID Number(s) Niootas Condition Summary {Yes/ No) (Ves/No/NA) {Ves No) Complizoce Status
Less frequent testing, i€ 3 consccutive tests
_moun_. 47 ES-002 21A4L are <80% of limits [2D .1109] NO MNIA NiA NIA
1f 3 consecutive tests are <80% of limits,
Boiler #7 ES-002 2.1 A4 test every 36-months [2D,1108] NO NIA NIA N/A
a test is >80% of imits, resume annuaf
Boiler #7 ES-002 2.1 Ad.iiii : NO NiA NfA NIA
ys
Boiler 47 ES-002 21444 NO YES N/A Recordkeepin SSMP submitted in April 2013
£[2Q tmm monitored in liew of a
_mo_._n— #1 ES-002 2LAAK 0508 NiA NIA NIA NiA CEMS system
CO CEMS must be installed and operated
Boiler #7 ._ES-002 2.1.A4ki per P53 or PS4A [2Q .0S08(A] NIA NIA N/A NIA
Must conduct performance evaluation of
Boiler #7 ES-002 21A4kii__|CO CEMS [2Q .0508(0) N/A N/A N/A NIA
CO Gmgw must complete one cycle of
Boiler #7 ES-002 2.1A 4k h NA NiA N/A NIA
Boiler #7 ES-002 2. LA Kkiv. N/A MNA NIA N/A
Must calculate and record 30-day rolling
Boiler #7 ES-002 - 21Adky CO emission rate [2Q .0508(f) NIA WA NiA MIA
Monitor no Sn_._..uﬁd__ except during
Boiler #7 ES-002 21Ad4kvi. JCEMs NA NiA NIA NiA
Donotuse ring
CEMs E.vu:. M, O?ﬁn or <50%
Boiler #7 ES-002 2144k vii, load [2Q .0508(f)] NIA N/A N/A N/A
A 30-day avg. CO emission rate above CO
Bailer 47 ES-002 2.1.A 4 kil ] N/A NIA NIA NIA
DAQ approval of THTTTETd st
for CO compliance monitoring in licu of a report 1o set 02 trim operating limit
Boiler #7 ES-002 21AL C0 CEMS [30 .0508(0) KO YES NiA
Must install and operate an opacity COMS
Boiler §7 ES-002 2.1.A4.m. [2Q .0508()] NO YES NIA Recor i CEMS system
COMS rmast be Twialled and cperated per cotdlespiog e
Boiler #7 ES-002 21A4mi_ |PS][20 0508(f)] NO YES N/A Recordkeeping
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Fac ID# 8800043
Permit # 030068730

University of Morth Carclina at Chapel Hill
General Conditions Summary

Terms aod Conditions .
4 Records Was Deviation a non-
i :
Emission Source Description uwm_“n_u% qznn.“:.u_ Permit Conditi Coaditi _wﬂnw._z._.__. Maintained? compliance isyue? Euﬂmaﬂu_,aqcam“”za:- Comments
! Number ondition Summary b (Yes/No/NA) (Yes / No) omplisoce Status
Must conduct performance evaluation of
Boiler 47 ES-002 2.1.A4mii |COMS per 63.8 and PS] [20 D508(f)] NO YES Nia wnoe_awmmﬁm.
st complete one cycle of
|operation every 10-sec and record 6-min.
Boiler 47 ES-002 2.LA4miii faverages [2 .0508(0) NO YES NiA Wunnqﬁ_.hw
data must reduced per 40 CER
Bailer #7 ES-002 2.1LA4miv -0508(f)] NO YES MIA Recordkeeping
Memitor opacity continously except during
_Wn:n_. w1 ES-002 21Admy.  |COMS ir, A/QC [2Q 0508 NO YES NiA wnnaq___rlﬂm_.mm
pr
dcceptance eriteria in the monitoring plan
Bailer 47 ES-002 2.1.A4mvi.|[2Q 0508(g) NO YES N/A ___ Recordkeeping
Boiler 47 ES-002 NO YES N/A Recordkecping
Record all 6-min. avg, opacities for all
Bailer #7 ES-002 21 A4mvii.JCOMS in-control periods [20) 0508 ] NO YES N/A in
[ Must install operate a sorbent mjection HRecordseeping
Boiler #7 ES-002 21440 CPMS [20 0508(6)] NO YES N/A Recordkecping
Sarbent CPMS must be located to provide
Baotler #7 ES-002 21 Adni resentative data [20 0508 ] NO YES NiA mnﬂuEFm
Install and calibrate sorbent CMPS per
Boiler #7 ES-p02 2. 1A 4nii manufacturer instructions [2Q 0508(f)] NO YES N/A Eﬁm
Calibrate sorbent CMPS annually per
Boiler #7 ES-002 2.1 Adniii {manufacturer instructions [20 .0508(f)] NO YES N/A Recordkeeping
CPMS must complete one cycle of
Boiler #7 ES-002 21A4niv. ion every 15-minutes[20 0508 NO YES N/A Recordkeeping
Menitor continously except during CPMS
Bailer #7 ES-002 21 A4ny. ir, UM, QA/QC [20Q 0508(f) NO YES NIA Recordkeeping
Donctuse daa obtained during CPMS
Baler #7 ES-002 21A4nv  |re air, UM, or QAIQC [2Q .0508(f)] NO YES MN/A Recor in,
culate 3-hr block average Injection rates
Bailer §7 ES-002 2.LAdnnvi. [[2Q .0508(0)] NO YES NiA Reco ing
Keep record of all CPMS /M . QAQC,
{Boiler #7 ES-002 21 Adavii|and repair activities [2Q 0508 ] NO YES N/A Recordkeeping
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Fac |10# 6800043
Permit # 030088T30

University of North Carofina at Chapel Hil
General Conditions Summary

Terms and Conditions <
e e Records ‘Was Deviation a non-
) . — ! [
Emission Source Description uwﬂ..“n_ucnwmgﬁaﬁ_ y |Permit Candition| — ﬂssﬂﬂﬂ. Maintained? compliance issue? ﬂn.n_.n&.ﬂm.-.nwnmﬂ.“”.an Comments
mber(s; Number Condition Summary s (Yes/No/NA) (Yes/ No} ompl
A 3-hr block avg. injection rate below the
Boiler 87 ES-002 21 Adnix ing limit is a violation [2() .0508(f)] NO NiA NIA NA
<1l no
CEMS/CPMS monitoring, conduct annual
[Boiler #7 ES-002 21 Ado IM [2Q .0508(1)] NO YES NiA R
Inspect and clean bumers as necessary [2Q
Boiler #7 ES-002 21 Ad0i 0508{N] NO YES NIA Recordkeeping
Inspect and adjust flame pattemn as .
|Bailer #7 ES-002 2.0Ad0ii |necessary [0 0508(f)) NO YES NiA Recordkesping
and clean bumners as necessary [20
Boiler #7 ES-02 2.1.Adoii |.0508(R) NO YES NiA Recordkeeping
Conduct at leasr one annual tuncup per
Boiler #7 ES-002 21Adoiv. [20 0508(£)] NO YES NA Recordkesping
T ecp records of all boiler M and repait
Boiler #7 ES-002 2.1A4.p. |activities [20 0508(f)] NO YES NIA Recordkecping
records must record date of cach UM
Beiler 47 ES-002 21LAdpi 0508()] NO YES NiA Recordkoeping
records must record resulls of cach
Boiler #7 ES-002 2.1 A4pii ion action [2Q .0508(0)) NO YES MNIA Recordkecping
1M records must record results of each
Boiler #7 ES-002 2. 1A 4piii i i D508(f)] NO YES NIA Recordkeeping
notifications including
Notification of Compliance Status [2Q
Boiler #7 ES-002 2.1.A44q. 0508(0)] NO YES MNIA
Records of all performance tests or other
Boiler #7 ES-002 21.A4r compliance demonstrations [2Q . NO YES NA Recordkeeping
nwn_m_..nq 47 ES-002 21LAds. [20 .0508(f)]) NO YES NIA Recordkesping
Records of all measurements to
Boiler #7 ES-002 21A45.0. liance [2Q .0508(0)] NO YES N/A Recordkeeping
out-of<cantrol peniods
Boiler #7 ES-002 2.1 Ad4sii NO YES NIA Recordkeeping
‘M5 calibration checks [2G
Boiler #7 ES-002 21 Adsiii |.0508(5) NO YES NiA Recordkeeping
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Permit # 030068730 General Conditions Summary
Terms and Conditioas b
: 2 Records Was Deviation a non- .
i o Source or Control j L. Deviations? B & E Method(s) of Determining
Emission Source Description ; Permit Condition i Maintained? compliznce issue? 4 Comments
Device ID Number{s) Number Coodition Summary (Yes/ Na) (Yes/No/NA) (Yes I No) Compliznce Status
Records of all adjustments and
Boilerd7 | ES-002 21Adsiv.  Jmaintenance on CMS [2 0508 ()] NO YES N/A Recordkeeping
y useage of all fuels [20)
|Boiler #7 ES-002 21.A4L 0508(f)] NO YES N/A Reco iny
If permittee limits any 12-mo, avg. fuel use
1o <10% of HI, maintain fuel-specific No fuels are permitted for <10%
ES-002 21A4u. onthly [20) . NiA N/A NIA Ni& annual HI
cl use by each source during
ES-002 2.1LA 40 previous month [2Q 0508(A] NIA MNiA NIA N/A
Calculate the 12-month average heat input .
ES-002 2. LA duii, for each fuel monthly [2¢ 0508 /A N/A NIA N/A
Must submit a Notification of Compliance
Status (NOCS) within 60-days of
ES-002 21A4y. performance tests [2Q .0508(f) NO YES MN/IA Recordbeeping KOCS submitied on 9/9/2013
OS5 must include descipticn of affected
ES-002 ; 21A4 v source [20) .0508(R)] NO YES NIA EEE&
NOCS must include desciption of test
ES-002 1A dvii, results and fuel analyses [20Q J0S08(] NO YES N/A ?H.H&Pﬂmﬁm
NOCS must specify whether complying
ES-002 21 A4 viii.,  |with PM or TSM limits [20 D508(f) NO YES N/A EHEN
NOCS must specify whether performing
ES-002 21 Adviv. |stack tests or fucl analysi [2Q .0508¢f] NO YES NIA Recordkecping
NOCS must specify whether facility is
ES-002 L1Advy using emissions as ging [2Q .0508(; NO YES N/A Recordkespin,
NOLS must include a sgned RO i ]
ES-002 21Advvi Jeomplisnce certification [26) 0508 NO YES NiA _Recordkeeping
NOCS must include CO emissions for CO
ES-002 21.A4vviiwork practice limit [2Q .0508 NO YES NA _Recordkeeping
NOCS must certify if oa ly n.gas and 72 ail
Boiler 47 ES-002 2L A4 vvii Jare fired in source [2Q .0508(f)] NO YES N/A Recordkeeping
Permitte must submit semianzual
Boiler #7 ES-002 21 A4w compliance reports [2Q 0508 NO YES N/A Recordkeeping
Semiannual reports must include facility
Boiler #7 ES-002 21Ad4w name and address [20 .0508(6] NO YES NIA Recor in




Fac |D# 6800043

University of North Carolina at Chapel Hill

Permit # 030068730 General Conditions Summary
Terms and Conditions iz
Emission Source Description _umo.._ 2”.% ,.znn..aou Permit Condifion » Dﬂiuwwﬁq v_”nnn_”_.q H.n_.- iﬂﬂn__u.u“““”” _m_n-ﬁ_““.. Zu-h__ne.__‘&‘o- _unwn:._me.__n Commaents
evice umber(s) Number Condition Summary (Yes ! No) (Yes/No/NA) (Yes/ No) ‘'ompliance Statuy
Semiannual reparts must include signed
Boiler 47 E5-002 2LA4wii. |eertification by RO [2Q 0508(6) NO YES NIA Recordkeeping
Scmiannual reports must include date and
{Boiler #7 ES-002 2 LA 4w il riod covered by report [20 .0S08{6)] NO YES N/A __Recordkeeping
crmiznnual reports must inchude monthly
Boiler #7 ES-002 2LA4wiv. 050 NO YES NiA Recordkeeping
reports must include summary TT7-18/14 performance fest has not
of performance test and operating limits yet been approved by DAQ. Operating|
Boiler §7 ES-002 21 A4wy.  |[2Q .0508(0] NO YES HiA Recordkeeping limits not established.
Semiannual reports must include statement
Boiler #7 ES002 2.LA4wyi. _Jof no new fucls used [2Q 0508(f)] NO YES NIA Recordkeeping
nfy any
startup, shutdown, malfunction excess
Bailer #7 ES-002 2.1.A4wvii. Jemission cvent (20 0535 NO YES NiA wgqanﬂmmﬂ.
applicable, semiannual repons should
include statement of no deviations [2Q
Boiler 47 ES-002 2.1A4w.viii._|.0508 NO YES NiA Recordkocping
If applicable, semiannual reports should
include statement of no out-of-control
Boiler 7 ES-(02 21A4wix iods for CMS [20) .0508 NO YES N/A Recordkeeping
annal reports must Y any
d ioas from permut i 2Q
Boiler 47 ES-002 21A4wx | 0508(0)] NO YES MNIA Recordkeeping
Projected NOx cmissions when burming
|woed-fuels based on 80% coal/20% wood
Botler #7 ES-002 1.1.AS5a T—E [2D .0530{a}] NO YES NA Recordkesping
‘Emission testing shall comply with General
Boiler #7 ES-{H12 21AS5D, Condition JI [2D .05 08({f)} NO YES /A Recordkeeping
NOx emissions shall be calculated and
recorded annually for five years [2D
i dASce 05 NO YES Recor i
Boiler 47 ES-002 21A z.um.n n”Eunn - e NIA Recordieeping
within £0-days of end of calendar year [2D
Baoiler #7 ES-002 11A5d 0530(a)] NO YES N/A t
Particulate emismons shall not exceed P
0.174 I"MMBtu when firing natural gas orj
Boiler i3 ES-003 21Bla FO #2 [2D 0503(a)] NO YES NIA COMS
Emission testing shall comply with General
Boiler #8 ES-003 Z1B.lb Condition JJ [20Q [0508(f) NO YES NIA Recordkeeping
Moothly fuel usage shall be recorded [2Q
Boiler % ES-003 21B.lc NO YES NiA Recordkecping
Fuel usage summary reports shall be
Boiler #8 ES-003 21B.1d submitted semi-anmally (20} .0508 NO YES NIA Recol L
Permittee shall comply with all applicable
Bailer #8 ES-003 2.1.B2a isions in Subpart Db [2D .0524] NOD YES NIA Recordkesping
?E_?«F FO # 2 shall not
exeeed 0.5 sulfur percent by weight [2D
Boiler #23 ES-003 21.B2b 0524] NO YES N/A Recordkeeping
NOx emissions shall not exceed 0.20
IMMBru when firing natural gas or FO
wwa.__o.. i3 ES-003 21B3c NO YES N/A CEMS
Visible emistions shall not exceed 20
percent opacity when averaged over a six
. minute period when fining natural gas or
|Boiler #3 ES-003 2.1.B2d NO YES NIA COMS
CEM:s shall be installed for NOx and
Boiler #8 ES-003 2.1B2e NO YES NiA CEMS
Monthly nat. gas and oil use shall be
Boiler #8 ES-003 2.1B2f recorded when oil is fired [20 .0508(f)] NO YES N/A Recordkeeping
Excess opacity emission reports shall be
Boiler #8 ES-003 21B2gi1 submitted quarterly [20Q 508(f) NO YES NiA Recordkeeping
Opacity reports shall be maintained for wo
Boiler 48 ES-003 2.1.B2gn years [20 .0508(f)] NO YES MN/A Recor in;
502 emissions shall not exceed 2.3
Bailer #8 ES.003 21B3a IbMMBru_heat input [2D 0516 NO YES NIA Recordkeeping
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Fac |D# 8800043
Permit # 030068T30

University of Narth Carelina at Chape! Hill
General Conditions Summary

Terms and Condilions

—— | 2 Records Was Deviation a non-
s e Saorce or Contral Deviations? Fe < 5 Method(s) of Determinin,
Emission Source Description i Permit Condition . Maintained? compliance issue? L £ Comments
Device ID Number(s) | z_.__u._xqu Condition Summary (Yes / No) (YesNo/NA) (Yes / No) Compliance Status o
. |Emission testing shall comply with General
{Bailar #8 ES-003 21B.3b  |Condition 17 (2D 0501(c)(4)] NO YES N/A R ping
Monthly nat. gas and FO #2 use shall be
Boiler #3 ES-003 21Bic recorded [20 .0508(6)] NO YES NIA Recordkecping
Fuel usage summary reports shall be
ES-003 2.1B3d  |submitted semi-annually (2Q .0508(f)] NO YES N/A Recordkeeping
Must comply with 112(j) HAF Lnuts listed
ES-003 2.1B4a in permit until 5/22/19 [2D .1109] NO YES NIA Recordkeeping
ust comply wit FM Hg. and TO
limits listed in permit when firing #2 oil
ES-003 2.1.B4.bi. [2D.1109] NO YES NIA wooonE_.bm
Must comply with 112(5) €O limit listed in
ES-003 2. 1.B.4.b.ii it when firing nat. 2D .1109] NO YES NiA wﬂag_.mm
Must perform an annual I'M per
ES-003 21B4c manufacturer specifications [2D 0508 NO YES NiA Recordkeeping
ES-003 21B4ci NO YES N/A w.anb:—_.nnmﬁ. R
ES-003 21Bdci. NO YES MiA Reco in,
Boiler #8 ES-003 2 1.B4.ciii [2Q 0508(R) NO YES NA moon_i_nﬂmmum
Conduct at least one annual tuneup per
Boiler #8 ES-003 21.B4.civ. ear [20Q) 0508 NO YES N/A Recordkeeping
eep records of all baler I'M and repair
Boiler #8 ES-003 2.1B44d. NO YES NAA Recar in;
records must record date of each D
Boiler 48 ES-003 21B4di|action [20 050800 NO YES MIA Recordkecping
1M records must record resulls of each
_wQ_Q L] ES-003 2.1 B4adn i ion action [20Q .0508(f)] NO YES N/A __ PRecordkeeping
M records must record results of cach
Boiler #8 ES-003 2.1.B4diu maintenance action [2Q 0508 ] NO YES NiA Recordkeeping
Record fuel use by each source during
Boiler #8 ES-003 2.1B4.e. revious month menthly [2Q .0508(f)] NO YES MN/A Recordkeeping
[ Permitte must submit semiannual
Boiler #8 ES-003 2.1B4f compliance [2Q .0308(f] NO YES N/A Recor in
Semiannual reports must include facility
Boiler #8 ES-003 21.B4.fi name and address [20) 0508 NO YES NA wogwﬁw.w
Semiannual reports must include signed
Boiler #8 ES-003 2.1.B4.fii, certification by RO 2Q .OM..._a_mu_ NO YES NiA E'
Semiannual reports must include date and
Boiler #8 ES-303 2.1.B.4 fiii. iod covered by 2Q .0508(f)] NO YES NiA __Recordkeeping
emiannual reports must include monthly
Boiler #3 ES-003 2.1.B4fiv.  |fuelu 20 0508(f)] NO YES NIA Recordkeeping
Semiannual reports must include statement
|eiler #8 ES-003 2184y, NO YES NIA Recordieeping
deviations from permit req [2Q
Boiler 48 ES-003 2.1.B4fvi,  |.0508(f)] NO YES N/A ES..EW_“
Particulate emissions shall not exceed
0.164 Ib/MMBtu when firing natural gas o]
Boiler #9 ES-004 21C1a FO #2 [2D .0503(z)] NO YES N/A COMS
Emission testing shall comply with General
|Boiler #9 ES-004 21C1b Condition JJ [2Q .0508(f) NO YES NiA __ Recordkeeping
No 2 ikeeping, or 2
Beiler #9 ES-004 21.Cle uired [3Q .0508(f)] NIA NIA N/A NIA
Permittee shall comply with all applicable
Boiler #9 ES-004 2.1.C2a rovisions in Subpart Db 2D .0524] NO YES NiA Recordieeping
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Parmit # 030088730 General Conditions Summary
Terms and Conditions | ; R
Emission Source Description Source or Contral Permit Conditio Deviations? Z”“.”””_n“» ﬁ“.usﬂnh””_”wh:”“:. Method(s) of Determining Comments
B ondition | s
Devite ID Number(s) Condition Snmmary (Yes/ No) (Ves/No/NA) (Yes / No) Compliance Status

Number

‘Maximum sulfur in FO # 2 shall not
exceed 0.3 sulfur percent by weight [2D

Boiler #3 ES-004 21C2b 0524 NO YES NIA Recardkeeping

NOx emissions shall not be in exceed 0.20

Ib/MMBtu when firing natural gas or FO
Bailer #9 ES-004 2.1.C2c  [#2 [2D 0524) NO YES N/A CEMS

Sulfur in FO # 2 shall not excesd 0.3
pereent and no nat. gas subject to PM limit

Boiler 49 ES-004 2.1.C2d under 60.43 1) [2D .0524] NO YES NAA mn.ﬂz_&nlﬂHSm
Visible emissions shall not exceed 20
percent opacity when averaged over a six
minute period when firing nafural gas or L Na NO coms
Boiler #9 ES-004 21C2e FO #2 [2D A0524]
i CEMs shall be installed for NOx and
Boiler 49 ES-004 21.C2¢  fopaciy [2q 0s0s¢g) Na S s cEy
Records of FO#2 sulfur content must be NO YES NiA Recordkecping
Boiler #9 ES-004 21.C2f obtained from lier (2D .0524]
Monthly nat. gas and oil use shall be NO YES NIA Recordkeeping
ES-004 21C2g recorded when oil is fired Q508
Excess opacity emission reports shall be NO YES NIA Recordkeeping
ES-004 2.1.C.2hi submitied semiannually [2Q 0508
Records of No.2 fuel gil sulfur content NO YES NIA Recordkesping
ES-004 2.1.C2hii shall be maintained [2 .050
Performance tests, CEMs, and maximum .
boiler heat input rate demonstrations shall NO YES N Recordkocping
ES-004 2.1.C2hin__ |be submitted [20) 0508 0]
Records shall be retained for two years [20)
ES-004 2.1.C.2hiv_ | 0508, NO YE§ N/A Recordkeeping
802 emissions shall not exceed 2.3
Ib/MMBru heat input when firing gas oaly
ES-004 21C3a 2D .0516] NO YES NIA gﬁ. R
Emission testing shall comply with General
E5-004 2.1.C3b Condition JJ [2Q .0508(1)] NO YES NIA Recordkeeping
502 monitoring net required when buming
ES-004 21.C3¢c NIA NIA MN/A N/A
1} HAF Timits Iisted
ES-004 2.1.C4a it NO YES NIA wonuE.
lust comply wi , Hg. and CTOY g
limits listed in permit when firing #2 oil
ES-004 2.1.C4.bi. [2D.1109) NO YES NiA Recordkecping
(Must comply with | 12(5) CO limut listed in
ES-004 2.1.C4.hii it when firing oat. 2D .1109] NO YES NIA _mmﬁwﬁ,
Must perform an annual UM per
ES-004 2.1.Cde mamufacturer ifications [2D 0508 NO YES NIA Emﬂm
pect and clean burners as necessary [2Q
ES-004 21.C4ci.  |.0508(5) NO YES N/A Recardkeeping
] Inspect and adjust flame patiem as
ES-D04 2.1.C4cii. 20 .0503()] NO YES NfA Recordkeeping
ES-004 2.1.C4.c.iii. ND YES NiA g@ 5
ES-004 2.1 Caciv, . NO YES N/A __Recordheeping
records of all boiler M and repair :
ES-004 2.1C4d NO YES N/A Becordkesping
ES-004 2.1.C4.di.__ |action [2Q 0508, NO YES N/A Recordkeeping
UM records must record results of cach
ES-004 2.1.C4dii. i ion action [20) .0508(A)] NO YES N/A Recordkeeping

LM records must record results of each

maintenance action [20) .0508(f)] NO YES NiA Recordkeeping

Record fuel use by cach source during

revious month meathly [20) 0508¢6) NO YES N/A Recordkeeping

Bailer #9 ES-004 2.1.C4diii.

Boiler 49 ES-004 21.C4e
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General Conditions Summary

Terms and Conditions

. Records Was Deviation 2 non- N
- it Source or Control — | Deviations? i sy Method(s) of Determining
Emission Source Description A Permit Condition| 2 Maintnined? compliance issue? 2 Comments
Device [D Number(s) Nuntber Condition Summary (Yes f No) {Yes/No/NA) {Yes  Ne) Compliance Status
Permutte must submit semiangual
Boiler #9 ES-004 21.CAF .complianci 20Q .0508(f)] NO YES NfA Recordkeeping
Semiannual reports must include facility
*womﬂ H9 ES-004 2.1.CAfi.__ |name and address NO YES N/A Recordkeeping
Semiannual reports must include signed
Bailer #9 ES-004 2.1.C4.Fii._foenification by RO [20 .0508(R)] NO YES Nia Recordkeeping
Semianmual reports must includc date and
Boiler #9 ES-004 2.1.C.4 fiii, ind covered t [2Q ,0508(f) NO YES N/A __Recordkeeping
_mom_u 49 ES-004 21.C4fiv. NO YES NiA Recordkeeping
Semiannual reports must include statement
Bailer #9 ES-004 21C4fv. _ Jofno new fucls used [2Q 0508 NO YES N/A Recardkeeping
SEm ] ¥
deviations from permit requirements [2Q
|Boiler w9 ES-004 2.1.C4 v, |.0508() NO YES NiA Recordkecping
Particulate emissions shall not exceed
0.164 Ib/MMBiu when firing narural gas or}
Boiler #10 ES-005 21C1a FO #2 [2D [0503(a) NO YES NIA COMS
Emission testing shall comply with General
Boiler #10 ES-005 21.C.Lb_ |Condition 13 [2Q 0508(f)] NO YES NIA ___ Recordieeping
Mo monitaring, dkeeping, or reperting
Bailer #10 ES-005 21C1e for PM required [20) 0508(f)] NIA MNiA NIA NIA
Permittes shall comply with all applicable
Boiler 810 ES-(05 21C2a rovisions in Sub Db [2D .0524] NO YES N/A Recor inj
Maximum sulfur in FO # 2 shall not ecoelioeping
exceed 0.3 sulfur percent by weight [2D
Bailer #10 ES-005 21.C2b 0524 NO YES MNiA .ﬂboommm_.:w
NOx emissions shall not be i exceed 0.20
Ib/MMBIu when firing natural gas or FO
Boiler #10 ES-005 21.C2c #2 [2D .0524] NO YES NIA CEMS
Sulfur in FO # 2 shall not exceed 0.3
percent and no nat. gas subject to PM limit
Baoiler #10 ES-005 21.C24d under 60.43 1} [2D .0524) NO YES NIA xuﬂﬂﬁﬁm.
Visible emissions shall not exceed 20
percent opacity when averaged over a six
minute period when firing natural gas or NO VES WA CoMs
Boiler #10 ES-005 2.1.C2e FO #2 [2D 0524
installed for NOx and
|Boiter #10 ES-005 2Lc2f city [2Q 0508(f) 5o ¥ES i CENG
Records of FO#2 sulfur content must be 4
Boiler #10 ES-005 21021 [obtained from supplier (7D .0524) No YES A Recordkeeping
Monthly nat, gas and oil use shall be NO YES NIA Recordkecping
Boiler #10 ES-005 21C2g recorded when ail is fired [2Q 0508
Excess opacity emission reports shall be NO YES NIA Recordkecping
Boiler #10 ES-005 2.1.C2hi submitted semiannually [2Q 0508
Records of No.2 fuel oil sulfur content NO YES NIA Recordkeeping
Boiler #10 ES-005 21.C2hii  |shall he mainmined [2Q .0508(f)]
Performance tests, CEMs, and maximum , )
bailer heat input rate demonstrations shall No YES NiA Recordkeeping
Boiler #10 ES-005 2.1.C2hiii _|be submitted [2Q .0508(f)]
Records shall be retained for two years [2Q 2
Boiler #10 ES-005 21Caniv_|.0508(9) B TES A Recontkesping
502 emissioas shall not exceed 2.3
Ib/MMBtu heat input when firing gas only NO YES N/A Recordkecping
Boiler 10 ES-005 21.C3a [2D .0516]
Emission testing shall comply with General .
Boiler $10 ES-005 21.C3b  {Condition J] 20 0508()] o bl A Recordkecping
802 monitoring not required whea burming NIA A "
Boiler #10 ES-008 21C3c  |narunl gas 20 osos(h] X NiA hoia
Must comply with 112(j) HAP limits listed
Boiler #10 ES-005 2.1.C4a, {in permit until $/22/19 [2D | 109] NO YES MNIA . wnﬂoluE.FMmFm
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University of North Carolina at Chapael Hill

Fac ID# 8800043
Permit # 030068730 General Conditions Summary
Terms and Conditions FRE
Emission Source Description Umn...qnn arControl Permit Condition| - ci-wez..n... Z”ﬂhﬂ“q i“._”m““”nr“__”“? Znn__u&u“_n;aazlaun Comments
evice 1D Number(s) (5 mber Conditi Surimary WesINoh | (yeuNama) (Yes/ Noy Qompllsnce States
Must comply with T120) T, 1g. and CO
limits listed in permit when finmg #2 oil
Boiler #10 ES-005 21.C4bi  J[2D .1109] NO YES N/A Recordkecping
Must comply with 112(3} CO limit listed in
Boiler £10 ES-005 2.1.C.4.b.i. it when firing nat. gas [2D .1109] NO YES NIA Recordkeeping
Must perform an annual I'M per
Boiler #10 ES-005 21.Cd.c.  manufacturer specifications [2D .0508(f)] NO YES N/A Recordkeeping
Inspect and clean bumers as necessary [20
Boiler #10 ES-005 2.1.C4ci. |.0508(R) NO YES NA Recordkeepmg
Inspect and adjust flame pattem as
rwn_._z £10 ES-003 2.1.C4.cii. |necessary [2Q .0508 NO YES N/A ___Recordkeeping
Inspect and calibrate air control system
Boiler #10 ES-005 2.1.C4.ciii._ J[2Q .0508({D) NO YES NiA Recordkeeping
Conduect at Jeast one annual tuncup per
Boiler #10 ES-005 21.Cdeiv. |year [20 .0503(f)] NO YES NiA Recordkeeping
Keep records of all boiler LM and repair
|Bailer #10 ES-005 2.1C4d activities [2Q 0508 NO YES N/A Recordkeeping
UM records must record dats of each M
Boiler #10 ES-005 21.C4di.__ |action [2Q .0508(f)] __ND YES NiA Recordkecping
1M records must record results of cach
_m%n #10 ES-005 2.1.C4.dii. _|inspection action [2Q .0508(f)] NO YES N/A Recordkeeping
I'M records must record results of each
Boiler #10 ES-005 2.1.C4diii,Jmaintenance action [2Q .0508(f)] NO YES N/A Recordkeeping
Record fuel use by each source during
Boiler #10 ES-005 21.C4c.[previous month monthly [2Q .0508(f)] NO YES NiA Recordkesping
Permitte must submit semiannual
Boiler #10 ES-003 21.C48  |compli 2Q .0508(0) NO YES N/A Recordkecping
Semiarnual reports must include facility
ES-005 2.1.C4fi name and address [2Q .0508(f)] NO YES N/A Recordkeeping
Semiannual reports must include signed
ES-005 2.1.C4.fii certification by RO [2Q 0508(f)] NO YES NIA Recordkecping
Sermiannual reports must include date and
ES-005 2.1.C.4 fiii. iod covered by it [2Q .0508(0] NO YES N/A Recordkeeping
Semiannual reports must inchude monthly
ES-005 2.1.C4fiv.  |fucl [2Q .0508(f)] NO YES NIA Recordkeeping
Semiannual reports must include statement
ES-005 - 21.CAfv, ”ﬁ-_o -.ni:»m_hmu used _mm .an““u . NO YES NIA Recordkeeping
deviations from permit requi [2Q
ES-005 2.1.CAfvi.  ].0508(0) NO YES NiA Record g
Particulate emissions shall not exceed
ES-010 2.1.D.la __|formula in camments [2D .0515(a) NO YES N/A Recordkeeping E=3550xP""-40
Emission testing shall comply with General
ES-010 2.1.0.lb Conditian J] [2Q 0508 NO YES N/A R in
Emissions shall be ng%n& by bagfilters R
with monthly external inspections [2Q
ES-010 2.1.D.1ci__|.0508(f)] N/A NIA N/A N/A NiA
Emissions shall be lled by bagfil
with annual internal inspections (20
Enclosed Railcar Dump Pits ES-D10 21D.1cii | 0S0B(f) NIA N/A NiA NFA NA
Records of date and time of UM shall be
Enclosed Railear Dump Pits ES-010 2.1.0.1.di _ |maintained ina 2Q .0508(f)) NIA N/A NiA NiA NiA
Enclosed Railear Dump Pits ES-010 2.1.D.1.ddi _ |maintained in a loghook [2Q .0508(f] NiA NIA NIA NiA N4
_msn_om& Railear Dump Pits ES-010 2.1.D.1 diii k [2Q .0508()] NiA NiA NiA NfA NIA
Baghouse UM records shall be submitted
Enclosed Railear Dump Pits ES-010 21D]1e within 30-days of request [2Q) 0508(f)] N/A NIA NIA MIA NIA
Menitoring and recordkeeping summary
reports shall be submirted semi-annually
Erclosed Railcar Dump Pits ES-010 21.D1f [2Q .0508(R) NO YES NIA Recordkeeping
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Fac |D# 6800043
Permil # 03008BT30

Univarsity of North Carolina at Chapel Hill
General Conditions Summary

Terms and Conditions

P Records ‘Was Deviation a non- Ly
Emission Souree Description Um“ﬂﬂn_nuon_nu.“:d_ it Cogits B unﬂ.snu_m.n_..ﬂ Maiatained? complisnce issue? Eap_._.._.u.:u“.i a»wn:EE..w Cominente
Number Condition Summary es ! No (Yes/No/NA) (Yes ! No) omplisnce Stafus
Visible emissions shall not exceed 20
percent opacity when averaged over a six
|Enclosed Railcar Dump Pits ES-010 2.1.D.2a minute period [2D .0524] NO YES N/A Recordkeeping
Emission testing shall comply with General
Enclosed Railcar Dump Pits ES-010 2.1D2b Condition JI [2Q .0508(f)] NO YES NiA Recordkeeping
Visible emissions by a certified observer
logged when wet suppression system not
Enclosed Railear Dump Pits ES-010 21D2e ﬁcu.n.u. [2Q 05081 NO YES N/A wnﬂ:&nﬂmim
Records of date and time of momitorng
shall be maintained in a loghook [2Q
|Enclosed Railcar Dump Pits ES-010 2.1.D2di _ §.0508(f] NG YES NiA Recordkeeping
|Records of menitoring findings shall be
Enclosed Railear Dump Pits ES-010 2.1.D.2dii _[maintained in a loghook [2Q .0508(f)] NO YES NIA Recordkeeping
Records of corrective actions shall be
Enclosed Railear Dump Pits ES-010 2.1D2.diii_|maintained in & logbook [2Q .0508(f) NO YES NiA Recordkeeping
Visible emissions summary reports shall be
Enclosed Railcar Dump Pits ES-010 21D2¢ bmitted semi-annually [2Q .0508(0)] NO YES N/A Recordkeeping
Coal Crusher/Coanveyor {Particulate emissions shall not exceed
{Building ES-010A 2.1.0.1a__ |formula in comments [2D .0515(a NO YES N/A Recordkeepin E=3550xp"" .40
Coal Crusher/Conveyar Emission testing shall comply with General
Building ES-D10A 2.1D.1b Condition JJ 0508 NO YES NIA Recordkeeping
|Emissions wwum__u._b_vn nghm_& by bagfilters
Coal Crusher/Conveyor with monthly external inspections [2Q
Building ES-0104 210 1ei T&%S_ NO YES NIA Recordkeeping
Emissions shall be 1ed by bag
Coal Crusher/Conveyer with annual internal inspections [2Q
{Building ES-010A 21D1cii|.0508(p] NO YES N/A Recordkeeping
Coal Crushes/Conveyor Records of date and time of I/M shall be
Building ES0104 2.1.D.1.d4 i [ 0508(f) NO YES N/A Recordkeeping
[Cooal Crusher/Conveyor
Building ES-010A 2.1.0.0.di NO YES NiA Recordkeepin,
Coal Crusher/Conveyor SECONTXOCPINg
Building ES-0104 21.D.1dii NO YES NiA Recordkesping
Coal Crusher/Cenveyar Baghouse I'M records shall be submitred
Building_ ES-D10A 21D.1e  |within 30-days of roquest [2Q .0508(7)] NO YES N/A Recordkeeping
Coal Crusher/Conveyor Monitoring summary reports shall be
Building ES-0104 21D1f submitted semi-annually [2Q .0508(A] NO YES NIA __ Recordkeeping
Visible emissicns shall not exceed 20
Ceal Crusher/Conveyor percent opacity when averaged over a six
Buildin ES0104 21023 |minute period [2D .0524] NO YES NiA Recordkesping
Coal Crusher/Conveyor Emission testing shall comply with General
Building ES-D10A 2.1D2b  |Condition )] [2Q .0508(5)] _ NO YES NIA Recordkreping
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Fac |D# 6800043

University of North Carolina at Chapel Hill

Permit # 030068730 General Conditions Summary
Terms and Conditions
Records Was Deviation a non-
S S G iations? 3 -
Emission Source Description| wn“_““n_nun W,.”HMM_: Permit Condition Condition § ua“._.“..-u_ez..un_o Maiotained? compliance issue? inﬁaq:w_& Unwn:“..“Eun Comments
Number ondition Summary (Yes/No/NA) {Yes/ No) omplisnce Stx
Visible emissions by a certified observer
Coal Crusher/Conveyor logged when wet suppression system not
Building ES-010A 21.D.2c __._nR_ [20 .0508(f)] NIA NIA WA WA NA
Records of date and fime of monitoring
Coal Crusher/Conveyor shall be maintained in a logbook [2Q
Building ES-010A 21D2di _|0508(H] N/A N/A NIA NA N/A
Coal Crusher/Conveyor Records of monitoring findings shall be
Buildi ES-0I0A 2.1.D.2.dii _|maintained in a logbook [2Q 0508(] NiA N/A NiA NiA N/A
Coal Crusher/Conveyor Records of corrective actions shall be
Building ES-010A 2.1.D.2.d.iii maintained in a Tegboak [20 .0508(f)] NIA NIA NIA WA NIA
Coal Crusher/Conveyor Visible cmissions summary reports shall be
Building ES-010A 21D2¢ submitted semi-armually [2Q 0508(f)] N/A N/A MNIA NIA N/A
Particulate emissions shall not exceed
Coal Silo ES-| 21.D.1a NO YES NIA Recordkeeping E=550xP""-40
[Emission testing shall comply with General
Coal Silo ES-1 2.1D.1b___|Condition ) [2Q 050B(R)] NO YES NiA Recordkeeping
Emissions shall be controlled by bagfilters
with monthly external inspections [2Q
Coal Silo ES-1 2.1.D.1.ci NO YES N/A Recordkeeping
Emussions shall be cantrolled by bagfilters
with annual internal inspections [2Q
Coal Silo ES-1 21D cii NO YES NIA Recordkecping
Recards of date and time of I/M shall be
Coal Silo ES-1 2.1.D.1di maintained in a 20) .0SOE(R] NO YES N/A Recordieeping
Coal Silo ES-1 2.1.D.1.dii intained i (20} .0508(H)) NO YES /A Reeordkeeping
Coal Silo ES-1 2.1.D.Ld.ii NO YES N/A Recordkecping
Baghouse I'M records shall be submitted
Coal Silo ES-) 2.1D.1e _|within 30-days of request [2Q .0503(9)] NO YES N/A _Recordieeping
Monitoring summary reports shall be
Coal Silo ES-I 2.1.D.1.f |submitted semi-annually [2Q .0508(f)] NO YES N/A Recordkeeping
Visible emissions shall not exceed 20
percent opacity when averaged over a six
Cal Silo* ES-1 2.1D2a {mimne period [2D 0524] NO YES NiA Recordieeping
Emission testing shall comply with General
Coal Silo ES-1 2.1.D2b Conditioa JJ [2Q .0508(f) NO YES NiA Recordkeeping
Visible emissions by a certified observer
logged when wet suppression system not
Coal Silo ES-1 2.1.D2.c used [20 .0508(f)} NIA N/A N/A NIA NiA
Records of date and time of monitoring
shall be maintained in a logbook [2¢
Ceal Silo ES-| 2.1.D.2.di 0508(f)) NA N/A NIA NfA NIA
Records of manitoring findings shall be
Coal Silo ES-1 2.1.D.2.d.ii maintained in a 20 0508, N/A N/A N/A NI N/A
Records of cormective actions shall be
Coal Silo ES-1 2.1.D2.diii__|maintained in a logbook [20 .0508(f] N/A NIA N/A N/A NiA
Visible emissions summary reports shall be
Coal Silo _ES-1 2.1.D2e ibmitted semi lly [20) .0508{f)] WA NIA N/A NiA N/A
Particulate emissions shall not exceed
Coal Silo ES-2 2.1D0a  |formulain [2D .0515()) NO YES N/A Recordkeeping E=550xP"" .40
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Fac I1D# 6800043
Permit # 030088T30

University of North Carolina at Chapel Hill
General Conditions Summary

Terms and Conditions -
———— e Records Was Deviation a non- 3
Emission Source Description| Umn._.«n_n%n.nenr?o.h Permit Conditi . bnﬁnwaz..uw Maintained? compliance issue? zn_.n__n&:__aa _“_anu.E.._un Caomments
evice ID T ( Number Condition Summary (Yes / No) (Yes/No/NA) (Yes ! No) ompliance Status
Emission testing shall comply with General
Coal Silo ES.2 21D.1b Condition 11 [2Q .0508(f)] NO YES NiA Recordkecping
Emissions shall be controlled by bagfilters
with monthly external inspections (2Q
Coal Sila ES-2 21D 1ei |.0508(0) NO YES NIA Recor in
Emissions shall be controlled by baghilters
with annual intemal inspections [2Q
Coal Silo ES-2 2.1.D.1cii _|.0508(0) NO YES NIA ___Recordkeeping
Records of date and time of M shall be
Coal Silo ES-2 21D.1di Jmaintainedin a loghook [2Q 0508(A] NO YES WA Recordkecping
Records of I'M findings shall be
Coal Silo ES-2 2.1.D.1dii _|maintained in a logbook 20 0508(f)] NO YES NIA _Recordkesping
Records of maintenance shall be
Coal Silo ES-2 2.1.0.1diii_|maintained in = logbook NO YES NIA ___ Recordkerping
Baghousc UM records shall be submitted
Coal Silo ES-2 2.1D.le within 30-days of request [2Q 0508 ] NO YES NiA Recordkeeping
Menitoring summary reports shall be
Coal Silo ES2 2.1.D.1Lf _|submitted semi-annually [20 0508 NO YES NiA _Recordkesping
Visible emissions shall not exceed 20
pereent opacity when averaged over a six
Coal Silo ES-2 i iod [2D .0524] NO YES N/A Recordkeeping
Emission testing shall comply with General
Coal Silo ES-2 21D3b Condition 11 [20 0508 ] NO YES WA Pgno&rmmmﬁ.
Visible emissions by a certified observer
logged when wet suppression system not
Caal Silo ES-2 11D32c used 0508{) NIA Nia NiA N/A N/A
Records of date and time of menitoring
shall be maintained in a logbook [2Q
Coal Silo ES-2 21.D24di -030B(f)] NiA NIA NiA NiA NIA
Records of monitoring findings shall be
Coal Silo ES-2 2.1.D2dii _Jmaintained i a loghook [2Q .0508()] N/A N/A N/A NIA N/A

19 0f 36



Fac |D# 6800043 University of Morth Carolina at Chapal Hill
Permit # 030088730 General Conditions Summary
Terms and Conditions g
Emission Source Description Saurce or Contrel Permit Conditi Divlatiaast Z”“nhm..”_“n_e Enﬂu“uvﬂnuumﬁ.-:”wu. Metbodls) of Determining Comments
: ‘ondition . v : i
Device ID Number(s) Number Condition Summary (Yes ! No) (Yes/No/NA) (Yes ! Noy Compliance Status
Records of corrective actions shall be
Coal Silo ES-2 2.1D.2.diii _|maintained in a loghock [20 0508(f)] NIA NiA NiA NiA NfA
Visible emissions summary reports shall be
Coal Silo ES-2 2.1D.2e  |submitted semi-annually [2Q .0508(R) NA N/A N/A NIA N/A
Paniculate emissions shall not exceed
Five Coal Silo Feed Conveyors E5-3 2.1.D1a _ |formulain comments (2D .0515(a)] NO YES NIA Recordkeeping E=55.0xF""-40
Emission testing shall comply with General
Five Coal Silo Feed Conveyors ES3 2.1.D.lb Condition JJ [2Q .0508(f)] NO YES N/A Recordkeeping
Emissions shall be controlled by bagfilters
with moathly external inspections [2Q
Five Coal Silo Feed Conveyors| ES-3 2.1D.1ci  J.0508(0) NO YES WA Recordkesping
Ermissions shall be 1153 by bagh
with anmal internal inspections [2Q
Five Coal Silo Feed Conveyor| ES-3 2.1.D.lcu  ).OSOB(R] NO YES NIA Recordkeeping
Records of date and time of I'M shall be
Five Coal Silo Feed Conveyars ES-3 21D1di |maintained in a logbook [2Q .0508(f)] NO - YES N/A Recordkecping
Recos ] g
2.1D.1dii__|maintained ina logbook [20 .05 08¢0} NO YES NiA Recordkesping
Records of maintenancs shall be
Five Coal Silo Feed Conveyvors ES-3 2.1.D.1.diii _|maintained ina | [20 .0508(f)] NO YES N/A Recordieeping
Baghouse /M records shall be submitted
Five Coal Silo Feed Conveyors ES-3 2.1.D.1e within 30-days of request [2Q) .0508({A)] NO YES N/A Recordkeeping
ES-3 21D.1f submitted semi-annually [20 .0508{f)] NO YES N/A Recordieeping
pereeat opacity when averaged over a six
Five Coal Silo Feed Convevors| ES-3 2.1.D.2a minute period [2D ,0524] NO YES MIA Recordkeeping
[Emission testing shall comply with General
Five Coal Silo Feed Conve ES-3 21D2b Condition JJ [20 .0508(f) NO YES NiA Recordkeeping
Visible emissions by a certified observer
logged when wet suppression system not
Five Coal Silo Feed Conveyors| ES-3 2.1.D.2c used [20 .0508(f)] NIA N/A NiA NIA NA
Records of date and time of monitoring
shall be maintained in a logbook [20
Five Coal Silo Feed Conveyors ES-3 2.1.D.2di _|.0508()] NiA N/A N/A N/A N/A
Records of meaitoring findings shall be
ES-3 21.D24di maintained in a loghoak [2Q .0508| NIA NIA NiA NIA NIA
Five Coal Silo Feed Conveyors 21.D.2diii NIA NIA N/A NIA MIA
Visible emissions summary reports shall be
Five Coal Silo Feed Conveyors ES-3 2.1D2c  |submitted semi-annvally [2Q .0508(f) N/A NIA NiA NiA N/A
Particulate emissions shall not exceed
Ash Silo with Loadsut ES-030 21Ela  |formula in comments [2D 0515(a)) NO YES NIA Recordkeeping E=410xp""
Emission testing shall comply with General
Ash Silo with Leadout ES-030 21E1lb Condition JJ [2Q .0508(f)) NO YES NIA __Recordkeeping
Emissions shall be controlled by bagfhiter
with monthly external inspections [2Q
Ash Silo with Leadout ES-030 21ELei _|.0508()) : NO YES N/A Recordkecping
Emissions shall be controlled by bagfilter
with annual intemnal inspections [2Q
Ash Silo with Loadout ES-030 21E.Leii |.0508(f) NO YES N/A Recordkeeping
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Fac |D# 6800042

Permit # 020088730

University of North Carofina at Chapel Hill
General Cenditions Summary

Terms and Conditions

s i Source or Coatrol Devintions? _m..naa..._u Wis an_.:e.. e Method(s) of Determining
ion ce D i it ined? isyue?
Emission Source Description Device ID Number(s) _.nqa_“_ﬂumﬂ.“_un.. Condifion Sommary {Yes / No) H“ﬂhﬁ_ Saﬁ_ﬂh.aww _auu-.__n_ Complisce Status Comments
Records of date and time of UM shall be
Ash Silo with Loadout ES-030 21.E1di )maintained in a logbook [2Q .0508()] NO YES N/A Recordkeeping
Ash Silo with Loadout ES-030 2.1Eldii oak (20 .0508(f)] NO YES NIA Recordkecping
Ash Silo with Loadout ES-030 2.1Eldi 2Q 0508(f)] NO YES NIA Recordkeeping
Baghouse I'M records shal] be submitted
Ash Silo with Loadout ES-010 2LEle Jwithin 30-days of request [2Q .0508(f)] NO YES NiA Recor in
Monitoring summary reports shall be
Ash Silo with Loadout ES-030 21ELf submitted semi-annually [20) .0508(f)] NO YES NiA Recordkerping
Visible emissions shall not exceed 20
percent opacity when averaged over a six
|Ash S1lo with Loadout ES-030 21E2a |minute period [2D 0521 NO YES N/A _Recordkesping
Emission testing shall comply with General
Ash Silo with Loadout ES-030 2.1E2b Condition 1) [2Q 0508(f)] NO YES NiA Becondkesping
Daily observations shall be performed for
visible emissions above normal [2Q
Ash Silo with Loadout ES-030 2.1El¢ 0S0E(f)] NO YES NIA Recordkesping
I_lwog_.n. of date and time of monitoring
shall be maintained in 2 logbook [2Q
Ash Silo with Loadout ES-030 2.1.E2di 0508(f)] NO YES NiA E-EMW.
Records of meaitering findings shall be
Ash Silo with Loadout ES-030 21.E2dii maintained in a logbook 0508(f)] NO YES HIA zhonEFw
Records of corrective actions shall be
Ash Silo with Loadout ES-030 21E2diii |maintained inal k [20_0508(1)) NO YES NiA Recordkesping
Visible emissions summary reports shall be
Ash Silo with Loadour ES-030 2.1E1r submitted semi-annually [2Q 0508(£)] NO YES NIA Recordkeeping
Particulate emissions shall not exceed
Wet Ash Loadout ES-030A 21Ela |formula in comments [2D .0515(a NO YES N/A Recordkeeping E=4.10x P*¥
Emission testing shall comply with General
Wet Ash Loadout ES-030A ZLELb _ [Condition ) [2Q .0508(f)] NO YES NI/A Recordkeeping
Emissions shall be contralled by baghlter
with moathly external inspections [20Q
Wet Ash Loadout ES-030A 2 1.Elei 0508(0)] NIA NiA N/A NiA NiA
Emussions shall be lled by bagfilter
with annual internal inspections [2Q
Wet Ash Loadout ES-030A 20Eleii].05088) NIA NIA NiA NIA N/A
Records of date and time of I/M shall be
'Wet Ash Loadour ES-0304 2.1LE1di |maintained in a logbook [2Q 0308(f)] NIA NIA N/A NiA NIA
Records of UM findings shall be
'Wet Ash Loadout ES-0304 2.1.E.1Ldii maintained in a loghook 0508{f)] NIA MN/A NiA N/A MIA
Records of maintenance shall be
Wet Ash Loadout ES-D30A 21E.1diii _Jmainfained ina k [2Q .0508(f)) NiA NIA NIA NIA NIA
Baghouse LM records shall be submitted
Wet Ash Loadout ES-0304 21Ele within 30-days of request [20) 0508, NiA N/A NiA NIA NIA
Wet Ash Loadout ES-0304 21ELf submitted semi-annually {20 .0508(f)] N/A NIA A NiA NiA
Visible emissions shall not exceed 20
percent opacity whea averaged over a six
Wet Ash Loadout ES-030A 21E2a __|minute period [2D .0524] NO YES N/A __ Recordkeeping
Emission testing shall comply with General
Wet Ash Loadout ES-0304 21E2b Condition JJ [2Q .0508 NO YES N/A Recordkecping
Daily chservations shall be performed for
visible emissions above normal [20Q
'Wet Ash Loadout ES-030A 21.E2c 0508, NO YES N/A Recordkeeping
Records of date and time of monitoring
shall be maintained in & loghook [2Q
(Wet Ash Loadout ES-0304 21.E24di 0508(f) NO YES N/A Recordkeeping
Records of monitoring findings shall be
Wet Ash Loadout ES-030A 21E2dii _fmaintained in a logbook [2Q 0508(A] NO YES NIA Recordkesping
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Fac |D# 6800043 University of North Carolina at Chapel Hill 220l 38

Permit # 030088730 General Conditions Summary
Terms and Conditions -
Emission Source Description | Souree o7 Contral Permit Condltio - Devusionty 2””””.% i”.._.uh““_n_”.._.u«._“w? Method(s) of Determiaing Comments
2 i o| it : 7 i
Device ID Number(s) o Condition Summary (Yes / No) (Yes/No/NA) (Yes/ No) Compliance Status

Wet Ash Loadout ES-030A 2.1L.E2.d.iii NO YES N/A Recordkesping

Wet Ash Loadout ES-030A 21E2e NO YES N/A —Recordbeeping
:mcn_ Oil Storage T-00 2.1.F NiA NIA NIA N/A
Fuel Oil Storage T-00: .L.F N/A N/A NIA N/A
i T-003 LF NiA N/A NiA NIA
T-0H4 1F NIA N/A NIA NIA

cnussions shall not exceed 2.3
(Em. Gens and F. Pumps) Permit Table 2.1.G3-1 IbMMBr [2D .0516) ND YES NIA Recordkeeping




Fac ID# 6800043
Permit # 03006BT30

University of North Carolina at Chapel Hill
Genaral Conditions Summary

Terms and Conditions

ST Records Was Deviation a noo- .
5 - Source or Control : S Deviations? i g Method(s) of Determining
Emission Suree Desctiiion Device TD Number(s) m«qﬂh_zwﬂ.“_ne._ Condition Summary {Yes f No) HM.“P-H_“.__}.H SE“.H___"W””.E? Complisnce Status Commits
19 New RICE >500 Hp Emission testing shall comply with General
Permit Table 2.1.G.3-1 2.1.G.1b Condition JJ [2Q ouoammu_ NO MNIA NIA NiA
19 New RICE >500 Hp Menitoring not required when burning
(Em. Gens and F. Pumps) Permit Table 2.1.G.3-1 21.Gle diesel fiel (20 .0508(f)] NIA NIA NiA MfA
isible emissions shall not exceed 20
19 New RICE >500 Hp percent opacity when averaged over a six
(Em. Gens and Fire Pumps}) Permit Table 2.1.G.3-1 21.G2a minute period [2D .0521] NO YES NiA Recor ]
19 New RICE >300 Hp ssion testing shall comply with General
Permit Table 2.1.G.3-1 21.G2b Cendition J1 [2Q .0508(f)] NO NIA NIA NiA
Monitonng not required when burning
Permit Table 2.1.G.3-] 2.1.G2.¢ diesel fue] [30 0508(f)] NIA MiA NIA NIA
en-12 and 49 must meet CI NSPS
(Em. Gens and F. T.-Bm& Permit Table 2.1.G 3-1 21G3a [2D.1111) N/A NIA NIA NIA ES-Gen-12 and 49 are <500 Hp units.
19 New RICE >500 Hp Must comply with Subpart ZZZZ. initial
Permit Table 2.1.G.3-1 2.1.G3b. notification requirements {40 CFR 63.9] NO NIA WA Recordkeeping
Initial notification shall be submiited within
(Em. Gens and Fire Pumps) Permit Table 2.1.G.3-1 21.G3eiv  |120-days of startup [40 CFR. §3.9] NO NiA NIA Recar n,
> Initial notification must contam data
Permit Table 2.1.G 3-1 21Gieiv |specified in permit [40 CFR mu.o._. NO NIA NA Recordkeeping
notification must be submitted o
19 New RICE >500 Hp agencies (DAQ/EPA) specified in permit
. Gens and Fire Pumps’ Permit Table 2.1.G.3-1 216G 3di-iiJ[40 CFR 63.9] . NO NA NIA Recardkeeping
Mamtain & signed MACT applicability
Permit Table 2.1.G.3-1 2.1.G3e determination {40 CFR 63.10(b}3)] NO MiA NiA Recordkeeping
nrestricted cperation m emergency
Gens and F. Pumps) Permit Table 2.1.G.3-1 2.1.G3fi |situations (40 CFR 63 6640(f) NIA NiA N/A N/A
Don-CMETgency operation (o <100
19 New RICE >500 Hp hrsfyr for purposes listed in permit (40
. Gens and Fire Pumps P able 2.1.G.3-1 21 fii CFR 63.6640 NO YES NiA i
Em. ps) ermit T G3 TR uE.n.L_.wn:B.. TR0 Recordkeeping
19 New RICE =500 Hp hrsfyr for purposes not listed in permit {40
Em. Gens and Fire Pumps Permit Table 2.1.G.3-1 21.G3.fu CFR 63.6640) NO YES N/A Recordleep:
mpe) Comply with __&ﬁ.m MACT CT =
19 New RICE >500 Hp requirements May 3, 2013 [40 CFR
(Em. Gens and Fire Pumps) Permit Table 2.1.G.3-1 21.G3g Mu.m.mﬂu_u__ NO YES NIA Recordkeeping
omply wil a
19 New RICE =500 Hp |requirements October 19, 2013 [40 CFR
(Em. Gens and Firc Pumps) Permit Table 2.1.G.3-1 2.1.G3h 63.6595(a)] NIA NIA NIA N/A All 19 units are diesel-fired
8¢ ol and filter annually or every 300 :
Permit Table 2.1.G.3-1 2.1.G3. MNiA N/A NIA N/A
Permit Table 2.1.G.3-1 21.G3], N/A NIA WA NIA
Permit Table 2.1.G.3-1 2.1.G3k hrs [63.6602] MNIA NIA NIA NIA Permit Table 2.1.G.3-1.
___!r.unon heses and belts annually o every Wot applicable to New RICE=300 Hp.
Permit Table 2.1.G.3-1 2.1.G3.L 500 hrs [63.6602]) NIA NIA NIA N/A Permit Table 2.1.G.3-1.
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Fac |D# 6800043
Parmit # 030068730

University of North Carolina at Chapal Hill
a | Conditions S

7

Terms and Conditions T
Emissi e Source or Contral ; 5 Devistions? w.»n_u,a.. Wy Unu__-no_.n A o0k Method(s) of Determining
mission Source Description Device ID Number(s) Permit Condition iion § {Yes I No) Maintained? compliance issue? Compli Stat Comments
e 5 Number Condition Summary o) (Yes/No/NA) {Yes/ No) 'ompliance Status
15 New RICE =500 Hp Limit 1dle and startup fime fa <30 min. Not applicable to New RICE>500 nv.
(Em. Gens and F. Pumps) Permit Table 2.1.G.3-1 21.G3m  J[63.6625(h)] N/A NIA NiA NiA Permit Table 2.1.G.3-1.
19 New RICE =500 Hp Operate and maintain per manufacturer Not applicable to New RICE>500 Hp
Permit Table 2.1.G.3-1 21.G3.n instructions [63.6625(a)] NiA NIA NIA NIA Permit Table 2.1.G.3-1.
Tnstall a non-reschable operating hour ot applicable fo New RICE>3500 Hp.
Permit Table 2.1.G.3-1 2.0.G3o._ fmeter [63.6625 NIA N/A N/A NiA Permit Table 2.1.G.3-1.
records of all notifications and
Permit Table 2.1.G.3-1 2.1.G3.pi NO YES N/A Recordkesping
faintain records of all malfunchions and
Permit Table 2.1.G.3-1 2.1.G.3.p.i i X NO YES N/A Recordkecping
maintenance
. Gens and F. Pumps) Permit Table 2.1.G.3-1 2.1.6.3.piii formed [63.6655] NO YES NIA Recordkeeping
19 New RICE =500 Hp aintain records of operating hours during 5
Permit Table 2.1.G.3-1 2.1.G3p.iv ency/testing [63.6655 NO YES N/A Recordkeeping
readily accessible -&mna_u for 3
Permit Table 2.1.6.3-1 2.1G3q. s [63.6660) NO YES N/A Recordkeeping
ust submut Sermiannual Compliance
Permit Table 2.1.G.3-1 2.1.G3r 63,6650 NO YES N/A Recordkeeping
-13 must comply with RICE
Permit Table 2.1.G.3-1 21G3s MACT [40 CFR 63.6585 N/A N/A N/A NIA ES-Gen-13 is a new SI <500 Hp unit
-13 must wr 'S Subpart
(Em. Gens and F. Pumps) Permit Table 2.1.G.3-1 2.1.G3y JUI 0508 N/A N/A NIA NIA ES-Gen-13 is a new S <300 Hp unit
W P Tequiremen|
(Em. Geas and F. Pumps) Permit Table 2.1.G.3-1 2.1.G4. Subpart JJJ1] NiA NIA NIA N/A All 19 units arc diesel-fired
12 Existing RICE >500 Hp 502 emissions shall not exceed 2.3
Gens and F. Pumps| Permit Table 2.1.G.3-2 21Gla_ |IbMMBru [2D 0516] NO YES N/A Recordkeeping
17 Existing RICE >500 Hp Emission testing shall comply with General
(Em. Gens and F. Pumps) Permit Table 2.1.G.3-2 2.1.6G.1b Condition JJ {20 .0508(f)) NO N/A NIA NIA
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Fac ID# 6800043

University of North Carolina at Chapel Hill

Permit # 030068720 General Conditions Summary
Terms and Condifions P
Emission Source Description Saarce or Cantrol Permit Conditi. Deviatiant? ZM”H“”_.« En._“_«.._un_““”_a._“_.”“u Methad(s) of Determining Comments
Device ID Number{s) |© " z:aﬂnq.:a._ Condition Summary (Yes / Na) ﬁf.nu___z.u__.z_}.u .._.ﬂ_n: No) Complisace Status
R
12 Existing RICE >300 Hp Monitoring not required when bumning
Em. Gens and F. Pumps Permit Table 2.1.G.3-2 2.1Glc diesel fuel D508, NIA NIA NIA NiA
Visible emissions shall not exceed 20
12 Existing RICE >500 Hp percent opacity when averaged over a six
(Em. Gens and Fire Pumps) Permit Table 2.1.G.3-2 2.1.G2a minute peried [2D 05211 NO YES NIA wg@mim
12 Existing RICE 500 Hp Emission testing shall comply with General
(Em. Geas and F. Pumps) Permit Table 2.1.G.3-2 2.1.G2b Condition J] [2Q .0508(f)] NO N/A NIA NIA
12 Existing RICE >500 Hp Moanitoring not required when burning
Em. Gens and F. Pumps) Permit Table 2.1.G.3-2 21.G2c _|diesel fuel [20 .0508(5)] N/A N/A NiA NA
12 Existing RICE >500 Hp ES-Gen-12 and 49 must meet C1 NSPS
(Em. Gens and F. Pumps) Permit Table 2.1.G.3-2 2.1G3a [2D .1111] NA N/A NIA N/A ES-Gen-12 and 4% are <500 Hp units.
12 Existing RICE >500 Hp Must comply with Subpart ZZZZ initial Not applicable ta Existing RICE>$00
Permit Table 2.1.G.3-2 2.1.G3b, notification NO N/A NA WA Hp. Permit Table 2.1.G.3-2.
ot applicable to Frasting 5
Permut Tahle 2.1.G.3.2 3 NIA N/A NIA NIA Hp. Permit Table 2.1.G.3-2.
[ on must be submitied 1o
agencies (DAQ/EPA) specified in permit (Not applicable o Existing RICE>500
Permit Table 2.1.G.3-2 2.1.G3diii {40 CFR 63.9] NfA NiA NIA WA Hp. Permit Table 2.1.G.3-2.
aintain a signed MACT applicability | ot applicable to Existing RICES
Permit Table 2.1.G.3-2 determination [40 CFR 63.1 N/A NIA NiA WA Hp. Permit Table 2.1.G.3-2,
R T e 1 T B
Permit Table 2.1.G.3-2 21.G3fi situations (40 CFR 63_6641 NO YES MIA Recordkeeping
1 DOO-CMEIRENCY Operanion (6 <
12 Existing RICE 500 Hp hrs/yz for purposes listed in permit [40
(Em. Gens and Fire Pumps) Permit Table 2.1.G.3-2 2.1.G3fii CFR 63.6640 NO YES MiA Recordkerping
Limit non-emergency operation 1o <
12 Existing RICE 500 Hp hrs/yr for purpeses not listed in permit [40
{Em. Gens and Fire Pumps) Permit Table 2.1.G.3-2 2.1.G.3.Fii CFR 63.6640 MO YES MNiA Recordkerping
S TR dmslv_w‘rﬁﬂ__ﬁm MATTCT
12 Existing RICE =500 Hp requircments May 3, 2013 [40 CFR
. Gens and Fire Pumps) Permit Table 2.1.G.3-2 63.6595(a NO YES N/A wuaoanmm_m.
H.Qﬂmwlm?»_ﬂagg
12 Existing RICE >500 Hp requirements October 19, 2013 [40 CFR
Permit Table 2.1.G.3-2 21.G3hk 63.6595(a N/A N/A NIA MN/A No S1 units in Table 2.1.G.3-2
ol and filter anoually or every 500 Not applicable to Existing RICE=300
Permit Table 2.1.G 3-2 21.G3i hrs [63.6602 N/A N/A NfA NA . Permit Table 2.1,.G.3-2.
Not zpplicable to Existing RICE>500
Permit Table 2.1.G.3-2 2.1.G3, NIA MN/A NIA A Hp. Permit Table 2.1.G.3-2,
Not applicable 1o Existing RICES300 |
Permit Table 2.1.G.3-2 2.1.G3k N/A N/A N/A NA . Permit Table 2.1.G.3-2.
[ T =] pect hoses and belts annually or every
Permit Table 2.1.G.3-2 21.G31 500 hrs [63.6602] NiA N/A NIA WA
Limit idle and startup time 1o <30 .
Permit Table 2.1.6.3-2 21.G3m 63.6625 NIA N/A NIA Nia Hp. Permit Table 2.1.G.3-2.
Operate and mainain per manufacturer Mot applicable to Existing RICE>500
Permit Table 2.1.G.3-2 instructions [63.6625{a N/A N/A N/A NA Hp. Penmit Table 2.1.G.3-2.
tall a non-resentable operating hour ot applicable to Existing 5
Permit Table 2.1.G.3-2 21630 meter [63 6625(R) N/A N/A MiA NIA Hp. Permit Table 2.1.G.3-2.
Mamtain records of all notifications and
Permnit Tahle 2.1.6.3-2 21G3pi 63.6655 NO YES N/A woB-iwrunmE,
| malfunctions and
Permit Table 2.1.G.3-2 NO YES N/A Recordkerping
Permit Table 2.1.G.3-2 NO YES N/a _Recordieeping
records of operating bours during
Permit Table 2.1.G.3-2 i E NO YES NfA mnSE. g
ily accessible records for §
Permit Table 2.1.G.3-2 21G3g 63.6660] NO YES N/A Recordkeeping
ust submit Semiannual Compliance
Permit Table 2.1.G.3-2 2.1.G.3r, %:ﬁ [63.8650 NO YES NiA wnnu.,mwmmum
-13 must comply with RICE
Permit Table 2.1.G.3-2 MACT [40 CFR £3.6585 . MIA N/A NIA NIA ES-Gen-13 is a new SI <500 Hp unit
1 S Subpan
p Permit Table 2.1 G 3-2 NIA NIA NIA NIA ES-Gen-13 is a new 51 <500 Hp unit
WU Hp Tequirements (40 UFR 60
ps) Permit Table 2.1.G 3-2 11.064. Subpart J1J7] N/A NiA N/A NiA All 12 units are diesel-fired
_ma.m emissions shall not exceed 7.7
Permit Table 2.1.G.3-3 21Gla 1/MMBr [2D 0516 NO YES NIA Recordeceping
; 1on testing comply with General
(Em. Gens and F. Pumps) Permut Table 2.1.G.3-3 211G1b Condition JJ [2Q .05 08(1)] NO NIA N4 N/A I_

250f 38



Fac ID# 6800043
Permil # 030088730

University of North Carolina at Chapel Hill

General Conditions Summary

Terms and Conditions s
S Records Was Deviation s non- ;
Emission Source Description amm.“nﬂm.rmpﬂ_n«a Permit Condition . uq“..s_-__u_.ﬂ_..-” Maintained? compliance issue? Zﬂnwo&&—m”_. bn.“?&.-...n Comments
mber(s) Number Condition Summary es | No) (Yes/No/NA) (Yes / No) ompliance Status
T0 New RICE =500 Hp Manitoring not required when bumning
(Em. Gens and F. Pumps; Permit Table 2.1.G.3-3 21G.le J&naa_ fuel [2Q .0508(; N/A NIA NfA MN/A
isible nu_unﬁ_._u_ 3 u_._u._._a_wg exceed 20
10 New RICE <500 Hp percent opacity when averaged aver a six
Em. GGens and Fire Pumps Permit Table 2.1.G.3-3 21.G2a minute period [2D .0521] NO YES N/A Recordkeeping
<300 Hp ion testing shall comply with General
Em. Gens and F. Pumps) Permit Table 2.1.G.3-3 2.1.G2b Condition JJ [2Q .0508( NO NiA NiA NFA
ew RICE <500 Hp onitoring not required when buming
{(Em. Gens and F. Pumps) Permit Table 2.1.G.3-3 21.G.2c diesel fuel [20 0508, NIA NiA N/A N/A
10 New <300 Hp -12 and 49 must meet 5
(Em. Gens and F. Pumps) Permit Table 21633 | 21632 |[2p.111) NO YES NiA Recordkerping
10 New RICE <500 Hp Must comply with Subpart ZZ22 injtial
. Gens and Fire Pumps Permit Table 2.1.G.3-3 2.1.G.3.b. notification irements [40 CFR 63.9] NO YES NiA Recordkeeping
10 New <500 Hp i cation must coatain data
(Em. Gens and F. Pumps - Permit Table 2.1.G.3-3 2.1.G.3.civ i NO YES NIA Recardkeeping
o
10 New RICE <500 Hp agencies (DAQ/EPA} specified in permit
Em, Gens and Fire Pumps’ Permit Table 2.1.G.3-3 2.1.G3.diii ][40 CFR 63.9] NO YES N/A Recordkesping
3 P a signed MACT applicability
Mm.._. Gens and F. Pumps) Permit Table 2.1.G.3-3 21G3.c  |determination 40 CFR 63.10(b)(3)] NO YES NiA Recordkeeping
D New < i) Unrestricted operation in emergency
(Em. Gens and F. Pumps) Permit Table 21.G.3-3 | 2.1.G.3.6i _|situations [40 CFR 63 6640 NO YES N/A Reconfkerping
AON-SmETREncy Operation 1o <
10 New RICE <500 Hp hrs/yr for purposes listed in permit [40
(Em._Gens and Fire Pumps) | Permit Table 201633 | 216355 |cFR 63.6640] NO YES§ NiA ___ Reconkeeping
'Limit non-emergency operation 1o
10 New RICE <500 Hp hrs/yr for purposes not listed in permit [40
(Em. Gens and Fire Purnps) Permit Table 2.1.G.3-3 2.1.G.3.fii CFR 63.6640 NO YES NiA Recordkeeping
Comply with RICE MATT CI
10 New RICE <500 Hp |roquirements May 3, 2013 {40 CFR
{Em. Gens and Fire Pumnps) Permit Table 2.1.G.3-3 21.G3, RO YES NiA Recordkecping
10 New RICE <500 Hp requirements October 19, 2013 [40 CFR
Em. Gens and Firc Pumps) | Permit Table 2.1.G.33 2.1.G3h i{s) YES N/A ___ Reeordkerping
00 Hp ter annually or every 300 Not applicable 1o New RICE <300 Hp.]
Geas and F. Pumps Permit Table 2.1.G.3-3 2.1.G.3.i N/A N/A NIA NiA Permit Table 2.1.G.3-3.
10 New RICE <500 Hp An oil analysis program may be used to Nat applicable to New RICE <500 Hp.
Em. Gens and Fire Pumps) Permit Table 2.1.G.3-3 2.1.G.3j extend oil chan, ency [63.6602 N/A N/A NIA N/A Permit Table 2.1.G.3-3.
10 New RICE <500 Hp ot applicable to New <3500 Hp
. Gens and F. Pumps Permit Table 2.1.G.3-3 11G3k NIA N/A N/A N/A Permit Table 2.1.G.3-3,
10 New RICE <500 Hp ses and belts annually or cvery ot applicable to New
Em. Gens and F. Pumps) Permit Table 2.1.G.3-3 21631 500 hrs [63.6602 NIA NIA NIA N/A Permit Table 2.1.G.3-3.
10 New RICE <300 Hp Limut idle and startup time fo <30 min, ot appheable to p.
. Gens and F. Pumps Permit Table 2.1.G.3-3 21.G3m [63.6625(h)] NIA N/A NIA NIA Permit Table 2.1.G.3-3.
10 New RICE <500 Hp Operate and maintain per manufacturer Not applicable to New RICE <500 Hp.
Em. Gens and Firc Pumps) Permit Table 2.1.G.3-3 2.1.G3n instructions [63.6625(a] NA N/A N/A N/A Permit Table 2.1.G.3-3.
10 New RICE <500 Hp Install a non-res ¢ operafing hour ot applicable to New RICE <
Em. Gens and F. Pumps Permit Table 2.1.6.3-3 2.1.G3.0 rmeter [63.6625(f)] N/A NiA NfA NIA Permit Table 2.1.G.3-3.
10 New RICE <500 Hp aintain records of all nolfcations and
Em. Gens and F. Pumps Permit Table 2.1.G.3-3 2.1.G3.pi [63.6655] NO YES i NA Recordkecping
0 New RICE <500 Hp aintain records of all malfunctions and
Em, Gens and F. s} Permit Table 2.1.G.3-3 21.G3.pii__ Jeorrective actions [63.6655) NO YES NiA Recordkeeping
10 New RICE mwaﬂupaﬁ_u.i amtain recards of all maintenance
. Gens and F. Pumps| Permit Table 2.1.G.3-3 NO YES NA Recordeeeping
10 New R <300 Hp ] of operating hours during
m. Gens and F. P Permit Table 2.1.6.3-3 ing [£3 6655] NO YES NIA Recordkeeping
10 New RICE <300 Hp ly accessible records for 3
. Gens and F. Pumps Permit Table 2.1.G.3-3 2.1.G3.q [63.6660] NO YES NIA wnoo_.l___g_.mm
10 New RICE <300 Hp ust submit Semiannual Compliance
Em. Gens and F. Pumps) Permit Table 2.1.G.3-3 2.1.G3.r. Reparts [63.6650] NO YES N/A Recordkecping
T New R <300 Hp 13 must comply with RICE
Em. Gens and F. P Permit Tahle 2.1.G.3-3 2.1G3.s. MACT [40 CFR 63.6585 NO YES NIA Recordkeeping Only applicable to ES-Gen-13
10 New RICE =500 Hp ien-13 must with STNSPS Subpart
. Gens and F. Pumps) Permit Table 21.6.3-3 | 2.1.G630 |10 120 .0s08¢9) NO YES N/A " Recordkeeying Only applicable to ES-Gen-13
10 New RICE <300 Hp requirements R
Em. Gens and F. Pumps) Permit Table 2.1.G.3-3 2.1G4. Subpart JJJ. NO YES NIA Recordkeeping Only applicable to ES-Gen-13
10 New RICE <500 Hp R ust comply wii PS Subpart 1T
Em. Gens and F. Pumps) Permit Table 2.1.G.3-3 2.1.G4.a [2Q .0308(f)] NO YES MNIA Recordkeeping Only applicable to ES-Gen-13
10 New RICE <300 Hp Must comply with NSPS Subpart A
{Em. Gens and F. Pumps) Permit Table 2.1.G.3-3 2.1.G4b. General Provisions [2Q .0508(f)) NO YES N/iA Recordkeeping Only applicable to ES-Gen-13
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Fac |D# BB00043
Permit # 030068730

University of North Caralina at Chapal Hill

General Conditions Summary

Terms and Conditions i
. sici Source or Control Deviations? m.uaa.q% Wi Unud-gu A oR Method(s) of Determining
Emission ree i iti 7 33
ssion Source Deseription Device 1D Numberq(s) ?qﬂwm.“w_nnu Condition Summary (Yes / No) H“Mﬂ“““u .a.__-ﬂﬁ_..___ﬂ_“wu? Complinnce Status Commests
10 New RICE <360 Hp Must comply with emission lmits
. . Permit Table 2.1.G.3-3 21.G4c. §0.4231{c) [2Q 0503(f)] NO YES NIA
55100 lesting comply with General
Pemit Table 2.1.G,3-3 2.1.G4.4d. Condition JJ [2Q .0508 NO YES NiA
Permit Table 2.1.G.3-3 21.G4e NO YES NiA
Permit Tahle 2.1.G.3-3 2.1.GAF NO YES NIA
10 New RICE <500 Hp Must operate certified engine per
(Em. Gens and Fire Pumps) Permit Table 2.1.G.3-3 Gag manufacturer instructions [2Q .0508(b)] NO YES N/A Reco in, Only applicable to ES-Gen-13
10 New RICE <500 Hp Must operate per manufacturer instructions
(Em. Gens and Fire Pum 5) Permit Table 2.1,G.3-3 over life of engine 0508 NO YES NiA xgqmwn«m_._.l—m Ounly applicable to ES-Gen-13
[ ~CmETgEnCy operating hours must be
10 New RICE =500 Hp restricted as defined in permit [2Q
Permit Table 2.1.G.3-3 2.1.G41 0508 NO YES NiA EEM Ol licable to ES-Gen-13
Mo restriction on operanng hours in
Permit Table 2.1.G.3.3 21.G.4.0.1. ies [20 .0S08(b) NO YES NIA i
ITUE NON-CMETgency operation 1o <
10 New RICE <500 Hp brsfyr for purpases listed in permit [2Q
{Em. Gens and Fire Pumps) Permit Table 2.1.6.3-3 21.G4.i.2. _|.0508 NO YES NIA
UTUL BOM-CMETEENCY cperaticn to
10 New RICE <500 Hp Eﬁ.ﬂqg_ﬂnﬁg_gFﬁa_ 2Q
Em. Gens and Fire Pum, 5) Permit Table 2.1.G.3-3 21G4.i3 0508, NO YES NFA
10 New 00 Hp aintain records of all notifications [20)
_ Permit Table 2.1.G.3-3 21.G44i  |.oso8 NO YES N/A Recordkecping Only applicable to ES-Gen-13
M: records of all on
Permit Table 2.1.G.3-3 21.G4jii, engine [20 0508 NO YES N/A Recordieepi Only applicable to ES-Gen-13
e Mo docomes e o s =S
Permit Table 2.1 G.3-3 certification [2Q D30E(R] NO YES NIA whncu&.m.mm Oaly applicable to ES-Gea-13
M. in records of all B and noo-|
Permut Table 2.1.G.3-3 21.G.4.1iv. 3 ing hours [20) 0508 NO YES NIA Recordkecping Only applicable to ES-Gen-13
Bl emiannial Compliance
Permit Table 2.1.G.3-3 21G4k |Repors {2Q .0508(f) NO YES NiA _ Recordkeeping Only applicable 10 ES-Gen-13
emusstons shall net ex; 13 —
Permit Table 2.1.G.34 21.G.la__|Ib/MMBr 2D 0516] NO YES NiA __Recordkeening
[Emission testing shall comply with General
Permit Table 2.1.G.34 21.G.1b Coadition J) [2Q . NOD NA NIA MiA
Permit Table 2.1.G.34 NiA N/A N/A NIA
Permit Table 2.1.G.34 NO YES NIA __ Recordkeeping
Permit Table 2.1.G.34 KO NA N/A NIA
Permit Table 2.1.G.34 NIA NA NIA NiA
o, D e ] FS Not applicable 1o Existing RICE =300 |
Permit Table 2,1.G.34 21.G3a. NIA NiA NIA NiA Hp. Permit Table 2.1.6.34.
47 Existing RICE <500 Hp Must comply with Subpan ZZZZ initial Net applicable to Existing RICE =500
{Em. Gens and Fire Pumps) Permit Table 2.1.G.34 21.G3b. notification L 40 CFR 63.9] NIA NIA N/A N/A Hp. Permit Table 2.1.G.34.
47 Fusting Hp tial notification must contain datz ot applicable to Existing 250
{(Em. Gensand F. Pumps) Permit Table 2.1.G.34 2.1.G3.ci-v ified in it [40 CFR mwl.w_.l NIA N/A NIA N/A Hp. Permit Table 2.1.G.3-4.
Initial notification must be submitied 1o
47 Existing RICE <500 Hp agencies (DAQVEPA) specified in permit Not applicable 1o Existing RICE =500
Em. Gens and Fire 1) Permit Table 2.1.G.3-4 2.1.G.3d.i-iii (40 CFR 63.9] N/A NIA N/A NfA Hp. Permit Table 2.1.G.34.
aintain a signed MACT applicability
Pemit Table2.1G34 | 21.G3e |determinstion [40 CFR 63.105)(3)] NO YES NiA Recordkeeping
47 Busnng RICE <500 Hp Unrestnicted operation in emErgency
{Em.Gens and F. Pumps) Permit Table 2.1.G.34 21.G3fi situatians [40 CFR. 63,6640 NQ YES NIA msﬁllwlawmmn_w
L DON-CmErgency operation 10 <
47 Existing RICE <500 Hp hrs/yr for purposes listed in permit [40
{(Em. Gens and Fire Pumps) Permit Table 2.1.G.3-4 21.G3.fii CFR 63.6640] NO YES NiA _ Recordkeeping
Limit non-cmergency operation to <30
47 Existing RICE <500 Hp hrstyr for purpases not listed in permit [40
(Em. Gens aod Fire Pumps) | Permit Table 2.1.G.3-4 | 2.1.G3fiii  |CFR 63,6640 NO YES N/A __ Recordkeeping
[ o o omply wi CTTT
47 Existing RICE <500 Hp requirements May 3, 2013 [40 CFR
(Em. Gens and Fire Pumps) Permut Table 2.1.G34 21.G3g 63.6595(a)] WO YES NiA gEFw




Fac [O# 6800043
Permit # 030086T30

University of North Carolina at Chapel Hil
General Conditions Summary

Terms and Conditions

Records

‘Was Deviation a non-

o i Source or Control . . Deviztions? iy - ro Method(s) of Determining
Enasion Souree Descrlpticn Device 1D Number(s) m.»;__“_um.ﬂ”m_:eu | Coudition Summary (Yes/ No) Wﬂ””zn-pﬂ“._}w ngn_”.r“nma“uu? Compliance Status Conments
| Comply with RICE MACT 51
47 Existing RICE <500 Hp requirements October 19, 2013 [40 CFR
(Em. Gens and Fire Pumps) Permit Table 2.1.G.34 21G.1h 63.6395(a NO YES N/A Recordkeeping
47 Easting RICE <500 Hp ge oil ter annually or every 500
(Em. Gens and F. Pumps) Permit Table 2.1.G.34 21.G.3a hrs [63.6602] NO YES NIA Recordkecping
47 Existing RICE <500 Hp An oil analysis program may be used to
Em_Gens and Fire Pumps) Permit Table 2.1.G.34 2.1.G.3) extend oil change frequency [63.6602 NO YES MIA Recordkecping
Inspect air filter annually or every 1,
Permit Table 2.1.G.34 2.1.G3%  |hrs [63.6602] NO YES N/A Recordkecping
Inspect hoses and belts annually or every
Permit Table 2.1.G.34 2.1.G31 500 hrs RuWn.m.\mE NO YES N/A Recordkeeping
ting RICE <! p Lumat idle and startup time to <30 mn.
{Em. Gens and F. Pumps) Permit Table 2.1.G.34 2.1.G.3m [63.6625(h) NO YES N/A Recordkeeping
47 Existing RICE <500 Hp Operate and maintain per manufacturer
Gens and Fire P Permit Table 2.1.G.34 2.1.G.3.n NO YES NiA Recordkeeping
Permit Table 2,1.G34 NO YES NIA __ Recordkeeping
cations and
Permit Table 2.1.G.3-4 NO YES N/A Recorn i
Permit Table 2.1.G.34 NO YES NIA Recordkecping
Permit Table 2.1.G.34 NO YES NiA Recordkecping
Permit Table 2.1.G.3-4 NO YES NIA Recordkeeping
Permit Table 2.1.G.3-4 NO YES NiA ﬁonezhﬁnmﬁ. 13
Permit Table 2.1.G.3-4 NO YES N7A Recordkerping
Permit Table 2.1.G.34 N/A N/A N/A NfA ES-Gen-13 is a new §1 <500 Hp unit
Em. Gens and F. 1.5.%“.-_ Permit Table 2.1.G 34 NiA WA NIA NIA ES-Gen-13 is a new SI <300 Hp unit
X = P
(Em_ Geas and F. Pumps) Permit Table 2.1.G.34 N/A N/A NIA NIA All 47 units EaE units
Cogeneration Facility -
Generator #1 ES-#006 21H1la__ |I/MMBw 2D 0516) NO YES N/A Recordkeeping
Cogeneration Facility - Emission testing shall comply with Geoeral
Generator #1 ES-#006 21H.1b Cendition JJ [2Q .0508 ] NO N/A NIA N/A
Cogeneration Facility - Monitoring not required when burning
Generator #1 ES-#006 2.1H.1c No.2 fuel ail [2Q .auc.w_m: MN/A N/A N/A NiA
Visible emissions shall not cxceed 20
Cogeneration Facility - percent opacity when averaged over a six
Generator #1 ES-#006 21H2a minute period [2D .0521) NO NIA NIA NIA
Cogeneration Facility - Ermission testing shall comply with General
Generator #1 ES-#006 2.1H2b Coandition JJ [2Q -0308(f)] NO NAA N/A MNIA
Cogeneration Facility - Monitoring not required when buming .
Generator #1 ES-4006 21H2e _zo.~ fucl oil [20 .0508(f)] N7A NIA N/A N/A
Cogencration Facility - Permittes shall comply with MACT generall
Generator #1 ES-4006 21H3a provisions [63.6665] NO YES N/A Recordkeeping
Cogeneration Facility - CO cmissions must be reduced by 70%
G #1 ES-#006 21LHIbi  |[63.6600()] NO YES NiA Performance Test
Cogentration Faeility - Formaldehyde emissions limited to 580 ppb
(Generator #1 ES-#006 2. 0H3bii Jat 15% 02 [63.660 N/A NIA NIA NIA
Cogeneration Facility - Catalyst pressure drop change from
Generator #1 ES-#006 2.1H3.ci |baselinelimited per 63.6600 [63.6600] NO YES NiA CPMS
Cogeneration Facility - Catalyst inlet temperature 450-1,350 °F
Generator #1 ES-#006 21 H3cii 63.6600] NO YES N/A CPMS
(Cogeneration Facility - Must be in compliance at all times, except
Generator #1 ES-£006 2.1H3di |SSM periods [63.6605) NO YES NiA Recordkeeping
Cogeneration Facility - Source must be operated to minimize
(Generator #1 ES-#006 21 H3dii |emissions at all times [63.6605] NO YES NFA __Recordkeeping
Cogeneration Facility - Test within 180-days of startup in
Generator #1 ES-#006 2.1 H3ei__laccordanco with 63.7(e) [63.6610 NO YES N/A Recordkeeping
Cogencration Facility - Install, operate, 2nd maintain CPMS per
G ) ES-5006 21H3fi__ [63.3[63.6625] NO YES NIA Recordkerping
|Cogeneration Facility - Must demonstrate compliance with
Generator #1 ES-#006 2I1H3fu applicabls emission limits [63.6630] NO YES NIA Performance Test/CPMS
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General Conditions Summary

Terms and Conditioos oo
| . Records Was Deviation a noo-
y o q
Emission Source Description a”ﬂ”ﬂfﬂ!ﬁ“& Permit Condition| dition S Un“.ﬁ-”_ezﬂ. Maintained? compliance issne? z._MR_.“uﬂm”” uﬂn:_.:n_..n Comments
um Number Condition Summary (2] (Yes/No/NA) (Yes/ No ompliance Status

Cogeneration Facility - Must submit NOCS with results of initial
(Gencrator #1 ES-#006 2.1.H.3 fiii liance demonstration [63.6645) NO YES NiA Recordkecping
Cogencration Facility - Must monitor at all times, except during
Generator #1 ES-#006 21H3fiv CPMS malfunctions or QA [63.6635] NO YES NIA Ry ceping
Cogeneration Facility - Must not use monitoring data during
Generator #1 ES-#006 21H3fv CPMS malfunctions or QA [63.6635] NO YES MiA Recordkecping

Must report all deviations and re-cstablish
Cogeneratign Facility - operating limits afler equipment
Generator #1 ES-#006 21H3fvi [modifications [63.6640] NO YES NIA NIA
Cogeneration Facility - Must operate in aceardance with SSMP
Generator i1 ES-4006 2.L.H3.fvii  |during SSM periods (63.6640] NO YES NIA Recordkesping
Cogeneration Facility - Must report all deviations from MACT
Generator §1 ES-#006 2.1 H3.fviii |General Provisions 63.6650) NO YES MIA ﬂnﬁnmﬁmm_.mm

Must kecp records of natifications, reports,
Cogeneration Facility - $5M cvents, and performance tests and
Generator #1 ES-#006 21H3gi |evaluations [63 6655 NO YES NIA Recordkeeping
Cogeneration Facility - Must keep records of all CPMS
Generator #1 ES-#006 2.LH 3 gii evaluations and QA actions [63.6655) NO YES NIA Recordkeeping
Cogeneration Facility - Must keep recards of test and CPMS data
Generator #1 ES-#006 21H3giii__Jro document compliance [63.6655] NO YES MiA Recordkespimg
Cogenenation Facility - Records must be available in suitable form
Generator #1 ES-4005 21H3.giv_|for expoditious review [63.10(b)(1)] NO YES NIA Recordkeeping
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University of North Carolina at Chapel Hill
General Conditions Summary

Terms and Conditions N o
- . Source or Conlrol Deviations? _....nna.:_.. i UJ...EE_ 8 Method(s) of Determiniog
e n iti ? issme? =
SN QTR Device ID Number(s) ?:ﬂ_:m.”m_nau Condition Summary (Yes/ No) H”Hﬂﬁ_.ﬂuw Binﬂ_.”.____nv”wsn Complisnce Status Comments
Cogeneration Facility - Records must be kept for five years
Generator #1 ES-#006 21H3gw 63.6660) NO YES N/A Recordkesping
Cogeneration Facility - Must submit all notifications in MACT
Generator #1 ES-#006 21H3hi _}General Provisions [63.6645) NO YES NIA _Recordkeeping
Cogeneration Faciliy - Must submit initial notification within 120-
Generator #1 ES-#006 21 Hhii . NO YES N/A __Recordkeeping
Cogeneration Facility - Must submit testing notification 60-days
Generator #1 ES-#006 2.1.H.3 hiii B NO YES N/A g&ﬁmmam
Cogeneration Facility - Must submit NOCS within 60-days of
Generator #1 ES-#006 2.LH3hiv A NO YES NiA _ Recordkeeping
Cogeneration Facility - Must submit Semannual Compliance
Generator #1 ES-4006 21H3hy NO YES N/A ___ Recordkeeping
Cogeneration Facility - First Compliance Reports due by July 31
Generator #1 ES-#006 2 1 Hihwvi NO YES N/A Recordkeeping
Cogeneration Facility - Subsequent Compliancs Reports must
Generatar #1 ES-$006 21H3bvii  Jeover semiannual periods 63.6650] NO YES NIA Recordiceeping
ogeneration Facility - £ports must present al] data
Generator #1 ES-#006 2.1H 3 hviii NO YES NIA Recordkeeping
Cogeneration Facility - 02 enmussions shall not exceed 2.3 .
Generator #2 ES-#007 2.1Hla IbMMBr [2D .0516] NO YES NIA Recordkeeping
Cogeneration Facility - Emission testing shall comply with General
Generator #2 ES-#007 21H1b Candition J1 [2Q 0508(f) NO NIA NA N/A
Cogeneration Facility - Monitoring not required when burming
Generator #2 ES-8007 21Hle No.2 fuel oil [20 .0508(f) NIA NIA NIA NIA
Visible emissions shall not exceed 20

Cogeneration Facility - percent opacity when averaged over a six
Generator #2 ES-#007 21.H2a minute period [2D .0521] NO NIA MN/A WA
Cogeneration Facility - Emission testing shall comply with General
Generator #2 ES-007 21H2b Cendition 17 0508 NO NiA MNiA NIA
Cogeneration Facility - Monitoring oot required when burning
Generator 42 ES-4007 21H2e  [No2 fuel oil [2 .0508(3)] NIA N/A N/A NIA
Cogeneration Facility - Permittee shall comply with MACT gencral
Generator #2 ES-4007 21H3a isions [63.6665) NO YES N/A Recordkesping
Cogeneration Facility - CO emissions must be reduced by 10%
Generator #2 ES-#007 21H3bi 63.66 NO YES NiA Performance Test
Cogencration Facility - Formaldehyde emissions limited to 380 ppb
Generator #2 ES-#007 2.1H3b.ii at 5% 02 [61.66 NA NIA N/iA NfA
Cogeneration Facility - Catalyst pressure drop change from
Generatar §2 ES-#007 21H3eci baseline limited per 63,6600 [63.6600] NO YES NIA CPMS
Cogeneration Facility - Catalyst inlet temperature 450-1,350 °F
Generator #2 ES-#007 2.1H3eii [63.6600] NO YES NiA CPMS
Cogeneration Facility - Moust be in compliance at all times, cxcept
Generator #2 ES-#007 21H3.di SSM periods [63.6605) NO YES N/A Recordiecping
Cogencration Facility - Source must be operated to minimize
Generator #2 ES-#007 21H3dii |emissions at all times 63.6605] NO YES N/A Recordkesping
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General Conditions Summary

Terms and Conditions o
: Records Was Deviation a non- 7
Emission Source Description wwm.”wn_u_% rﬂa.ﬁe_ Permit Condition | 5 uﬂ.._-ﬂaziq Maintained? compliance issue? Zﬂmﬂﬂqﬂm”« umﬂ :_«un.nn Comments
e umber{s} Number Oa.un_.:ou Summary (Yes / No) (VesNo/NA) {Yes / No) omplisnce Status
Cogeneration Facility - Test within 130-days of startup in
Gencrator 42 ES-4007 21H3ei |accordance with 63.7(e) [63.6610 NO YES N/A Recordkeeping
Cogeneration Facility - Install, operate, and maintain CPMS per
Generator #2 ES-#007 21H3fi 63.8 [63.6625] NO YES NiA wﬂoirmmﬁ.
Cogeneration Facility - Must demonsirate compliance with
Generator #2 ES-#007 2.1L.H.3fii applicable emission limits 63.6630] NO YES N/A Performance Test/CPMS
Cogeneration Faility - Must submit NOCS with results of initial
Generator #2 ES-#007 21H3.fiii |compliance demonstration 63.6645) NO YES NIA mboanIer_m
Cogeneration Facility - Must monitor at all times, except during
Generator §2 ES-#007 2.1H3fiv_ JCPMS malfunctions ar QA [63.6635) NO YES NIA Recordkeeping
Cogencration Facility - Must not use menitoring data during
Generatar 42 ES-#007 21H3fv CPMS malfunctions or QA [63.6635] NO YES NIA Recordkesping
Must report all deviations and re-establish
Cogeneration Facility - perating limits after equi
Generator 42 ES-$007 2.1H3.fvi  |modifications 63.6640] NO YES NiA NA
Cogeneration Facility - Must operate in accordance with SSMP
Generator §2 ES-#007 2LH3fvii  |during SSM pericds [63.6640] NO YES N/A __ Recordkerping
Cogeneration Facility - Must repart all deviations from MACT
Generator 42 ES-5007 2.1 H3.fvii | Gennl Provisions [63.6650] NO YES NIA wgﬁim
Must keep records of notifications, reparts,
Cogencration Facility - SSM events, and performance tests and
Generator #2 ES-4007 21H3gi cvaluations [63.6655 NO YES MNIA Fgarulumr_m
Cogeneration Facility - Must keep records of all CRMS
Generator 42 ES-#007 21H3gii {evaluations and QA actions 63.6655)] NO YES MNIA Recordkesping
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For Calendar Year 2014
Terms and Conditions
Records Was Deviation a non-
Permit Condition Deviations? | Maintained? | compliance issue? Method(s) of Determining
Number Condition Summary (Yes /No) | (Yes/No/NA) (Yes / No) Compliance Status Comments
3A General Provisions No Yes No Recordkeeping
Copy of perrmit available in
Regulatory Compliance
3.B Permit available at facility No Yes No Coordinator's office.
DAQ stamped copies of all
submitted reports retained at
3.D Submissions of reports to regional office No Yes No Facility.
Permit modifications submitted
and DAQ stamped copies
3.G Permit modifications and applications No Yes No retained at Facility.
Changes not requiring permit
3.H modifications No Yes No Recordkeeping
Reporting requirements for excess
3.1LA 3.1B emissions and permit deviations No Yes No Recordkeeping
. Title V permit # 03069T32
3K Permit renewal every five year No Yes No expires 4/30/2016
Duty to submit any information requested
M by director No Yes No Recordkeeping
3N Duty to supplement No Yes No Recordkeeping
3.0 Retention of records No Yes No Records retained at Facility.
Completed and submitted to
3P Annual compliance certification No Yes No DAQ/EPA February 25, 2015 DAQ stamped copy retained at Facility.
Signature on all reports,
3.0 Certification by responsible official No Yes No applications, certifications.
Insignificant activities records available at List of sources included in Title V permit
3.T facility No Yes No Records retained at EHS. #03069T32
v Inspection and entry No Yes No No access denied
Paymient submitted to NC DENR
W Annual fee payment No Yes No August 2014
3.X Annual emission inventory requirement No Yes No Submitted to DAQ June 2014.
3Y Confidential information No Yes No Recordkeeping
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Terms and Conditions
Records Was Deviation a non-
Permit Condition Deviations? | Maintained? | compliance issue? Methad(s) of Determining
- Number Condition Summary (Yes/No) | (Yes/No/NA) (Yes/ No) Compliance Status Comments
Timely permit application not submitted for
same-size replacement emergency generator ES-
3l Construction and operation permits Yes Yes Yes Recordkeeping Gen-13. See attached Deviation Report.
Standard application form and required
3.AA information No Yes No Recordkeeping
Records kept on file at Chiller
3.CC Refrigerant requirements No Yes No Plant/Refrig. Shop
Prevention of accidental releases — Section
3.DD 112(r) N/A N/A N/A N/A
Prevention of accidental releases “General
3.EE Duty Clause” - Section 112(r)(1) No Yes No Documented in Facility One Plan
Updated facility-wide modeling analyses for
3 Ambient air quality standards No Yes No Dispersion modeling SO, and NO, with all permit applications
Emission testing and reporting B Required testing complete and Compliance, RATA, and quarterly linearity
3.0 requirements No Yes No reports submitted. tests. DAQ stamped copies retained at Facility.
Reporting requirements for non-operating
3LL equipment No Yes No Records retained at Facility.
3NN Modification of TV permit No Yes No Records retained at Facility.
3.00 Third party participation & EPA review No Yes No Recordkeeping
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DEVIATION SUMMARY REPORT
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For Calendar Year 2014
% Source or i o
MEGEE.. m.oE.na Control Device Pollutant Umsmnw: Deviation Deviation Duration mcwvoﬁam_ A.um:mm of Corrective Action Taken
Description Description Date(s) Deviation
ID Number(s)
Failure to obtain . ;o
80 kW Emergency ES-Gen-13 All permit prior to 3/26/2014 N/A See attached Deviation See attached Deviation
Generator ; ; Report Report
installation
Failure to
conduct annual
Boiler Nos. 6 & 7 | ES-001 & ES-002 co 112(j) CO test 8/9/2014 N/A See attached Deficiency See attached Deficiency

within 11-13
mos. of previous
test

Report

Report




DEVIATION REPORT

The University of North Carolina at Chapel Hill

Air Permit No. 03069T32

Deviation #:
Date of Deviation:

Previous Reports of Deviation:

Permit Condition Citation:
Emission Source Identification #:
Emission Source Descri tion:

Summary of Applicable Requirements:

Description of Deviation:

Compliance Monitoring Method:

Probable Cause of Deviation:
~robable L ause of Deviation:

Corrective Actions Taken:
~orrective Actions Taken:

3-26-14

Deviation identified 3/26/2014 Duration : NA
Deviation Notification Letter Date: 4/3/2014
Section 3 - General Conditions - Item Z.

ES-Gen-13

New 80 kW Propane-fired Emergency Generator at Davie Hall
A construction and operating permit must be obtained prior to construction for
all new or modified sources.

On March 26, 2014, UNC-EHS discovered that an existing 80 kW
propane-fired emergency generator at Davie Hall had been replaced with
an identical-sized new 80 kW propane-fired emergency generator without
submittal of a permit modification application. In contrast to the existing
unit, the new unit js subject to NSPS Subpart JJJIJ.

NA

The UNC Gen Shop inappropriately assumed that replacement of the
existing 80 kW emergency generator with an identical-sized new unit
constituted a like-for-like replacement that did not warrant a
modification of the air permit. It was not recognized that the new unit
was subject to different regulatory requirements (NSPS Subpart JII1J)
than the existing unit.

The University notified DAQ of the deviation by letter dated 4/3/14. A
permit modification application to add the new 80 kW propane-fired
emergency generator to the air permit as an NSPS Subpart JJJJ source
was submitted to DAQ on 6/4/14. The UNC-Gen Shop was directed to
clear all future new emergency generators with UNC-EHS for
identification of any permitting requirements prior to installation. A
nermit madification incornarating the new emergency generator was
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DEFICIENCY REPORT

The University of North Carolina at Chapel Hill

Air Permit No. 03069T32

Deficiency #:
Date of Deficiency
Previous Reports of Deficiency

Permit Condition Citation:
Emission Source Identification #:

Emission Source Description:

8-9-14

Deficiency Effective 8//9/2014 Duration : NA
Test Extension Request Letter Date: 7/18/2014
Section 2.1A.4.h.

Boiler Nos. 6 & 7, ES-001 & 002

2-323.17 MMBtu/hr boilers

Summary of Applicable Requirements: Annual 112(j) performance tests must be performed within 11 - 13 months of

Description of Deficiency:

Compliance Monitoring Method:

Cause of Deficiency:

Corrective Actions Taken:

previous performance tests.

The initial 112(j) performance tests on Boiler Nos, 6 & 7 were performed
on July 9-10, 2013. During this testing, the boiler operating loads were
only approximately 50% due to a turbine breakdown. A second round of
testing was performed in March 2014 with boiler operating loads >90%,
However, during the March testing, the test contractor inadvertly failed to
record measured CO emissions. A subsequent turbine breakdown
prevented completion of the CO testing by 8/9-10/14.

NA

Failure of the test contractor to record the measured CO emission rates
during the March 2014 performance tests and a subsequent turbine
breakdown that prevented com pletion of the CO testing at desired boiler
operating loads >90%.

In July 2014, the University requested a test schedule extension for
completion of the CO testing after the turbine repairs could be completed
and the boilers could be operated at >90% load. The extension request was
approved by DAQ. Turbine repairs were completed on 12/16/14. Complete
112(j) performance tests for all the regulated pollutants, including CO,
were performed on 12/17-18/14 with boiler operating loads >90%.
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